
DIMENSION TO FACE OF FRAMING,
FACE OF CONCRETE, GRID
LINE, OR AS NOTED.

CLEAR DIMENSION TO FINISH FACE OR AS
NOTED

SURFACE SLOPE

NORTH ARROW

PROJECT NORTH (SEE CIVIL FOR
TRUE NORTH)

DRAWING REVISION

NEW SPOT ELEV

WINDOW TYPE -
REF WINDOW SCH

DOOR TAG

WINDOW TAG

CALLOUT

DRAWING NUMBER

DRAWING NUMBER

EXTERIOR ELEVATION

DOOR NUMBER -
REF DOOR SCH

SHEET NUMBER

EXISTING SPOT ELEV

ELEVATION TAG

KEYNOTE

BUILDING SECTION

WALL SECTION

SHEET NUMBER

ROOM TAG

(E) 98.75'

INTERIOR ELEVATION

1 1/4"

1 1/4"

1

A101

SIM

1

A101

SIM

DRAWING NUMBER

SHEET NUMBER

1

98.75'

ROOM NUMBER

1/4:12

SLOPE

Room name

101

150 SF

SYMBOLS AND FILL PATTERNS

EARTH

GRAVEL

ASPHALT

METAL - STEEL

MASONRY - CONCRETE BLOCK

WOOD - FINISH

*WOOD - CONTINUOUS

INSULATION - BATT

INSULATION - RIGID

INSULATION - ACOUSTICAL

WOOD - PLYWOOD

GYPSUM BOARD

GLASS

WOOD - PARTICLE BOARD

METAL - ALUMINUM

CONCRETE

MASONRY - BRICK

SAND

*WOOD - BLOCKING

INSULATION - SEMI RIGID

1t

101

A101

1
SIM

A3.00

1

3

24

A3.00

1

3

24

FINISH TAG

WALL TAG

Name

Elevation

CEILING HEIGHT ABOVE FINISHED
FLOOR- ALL CEILINGS 9'-0"
UNLESS OTHERWISE NOTED.

CEILING MATERIAL

CEILING TAG
1t

9'-0"

A-1

?

A3AX

ASSEMBLY

STUD SIZE

TOP CONDITION

MODIFIER

PROJECT CONTACTS

Wallowa Memorial Hospital
601 Medical Parkway
Enterprise, OR 97828
TEL: (541) 426-5400
FAX: (541) 426-0321
ATTN: Dan McCarthy, Plant Services Director
EMAIL: dan.mccarthy@wchcd.org

Clark/Kjos Architects
621 SW Alder St suite 700, Portland, OR 97205
TEL: (503) 224-4848
FAX: (503) 224-7116
ATTN: Matt Kadyk, Project Manager
EMAIL: mattkadyk@ckarch.com

Owner:

Architect: 

Lewis & Van Vleet, Inc.
18660 SW Boones Ferry Rd.
Tualatin, OR 97062
TEL: (503) 885-8605
FAX: (503) 885-1206
ATTN: Gary Lewis
EMAIL: gjlewis@lvvi.com

MFIA
2007 SE Ash St
Portland, OR 97214
TEL: (503) 234-0548
ATTN:  Chris Winer
EMAIL: chris.winer@mfia-eng.com

MFIA
2007 SE Ash St
Portland, OR 97214
TEL: (503) 234-0548
ATTN:  Mariana Galofteanu
EMAIL: mariana.galofteanu@mfia-eng.com

Structural:

Electrical:

Mechanical:
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GEN. NOTES, SYMBOL,

ABBRE. & FINISH CODE

01.25.2019

Bi
d 

/ P
er

m
it 

Se
t

HM HOLLOW METAL
HOR HORIZONTAL
HB HOSE BIBB
HR HOUR

ID INSIDE DIAMETER
INS INSULATE(D), INSULATION
INT INTERIOR

JAN JANITOR
JT JOINT

LAM LAMINATE(D)
LAV LAVATORY
LH LEFT HAND
LW LIGHTWEIGHT

MGR MANAGER
MH MANHOLE
MFR MANUFACTURE(R)
MO MASONRY OPENING
MAX MAXIMUM
MECH MECHANICAL
MTL METAL
MP METAL PANEL
MIN MINIMUM
MISC MISCELLANEOUS
MOD MODULAR
MRGB MOISTURE RESISTANT GYPSUM WALL

BOARD

NOM NOMINAL
N NORTH
NIC NOT IN CONTRACT
NTS NOT TO SCALE

OC ON CENTER(S)
OPP OPPOSITE
OD OUTSIDE DIAMETER
OH OVERHEAD
OFCI OWNER FURNISHED, CONTRACTOR

INSTALLED
OFOI OWNER FURNISHED, OWNER INSTALLED

P PAINT(ED)
PTD PAPER TOWEL DISPENSER
PTN PARTITION
PERF PERFORATE(D)
PLAM PLASTIC LAMINATE
PWD PLYWOOD
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PT PRESSURE TREATED

QT QUARRY TILE

RAD RADIUS
REF REFRIGERATOR
REQ REQUIRED
RA RETURN AIR
REV REVISION(S), REVISED
RH RIGHT HAND
RD ROOF DRAIN
RM ROOM
RO ROUGH OPENING

SCHED SCHEDULE
SEC SECTION
SAM SELF ADHERED MEMBRANE
SV SHEET VINYL
SIM SIMILAR
SC SOLID CORE
S SOUTH
SPEC SPECIFICATION(S)
SQ SQUARE
STD STANDARD
STL STEEL
STR STRUCTURAL
SUPP SUPPLEMENT, SUPPLY

TKBD TACKBOARD
TEL TELEPHONE
TV TELEVISION
TEMP TEMPERED
T&G TONGUE AND GROOVE
TO TOP OF
TOC TOP OF CURB OR CONCRETE
TOF TOP OF FRAMING
TOW TOP OF WALL
TB TOWEL BAR
TS TUBE STEEL
TYP TYPICAL

UNO UNLESS NOTED OTHERWISE

VB VAPOR BARRIER
VERT VERTICAL
VG VERTICAL GRAIN
VCT VINYL COMPOSITION TILE

WC WATER CLOSET
WH WATER HEATER
WP WATERPROOF(ING)
WS WATERSTOP
WRB WEATHER RESISTIVE BARRIER
WWF WELDED WIRE FABRIC
W WEST
W/ WITH
W/O WITHOUT
WD WOOD

Ø DIAMETER
┴ PERPENDICULAR

AFF ABOVE FINISH FLOOR
AP ACCESS PANEL
ACC ACCESSIBLE
ACT ACOUSTICAL TILE
ADD ADDENDUM
A/C AIR CONDITIONING
ALT ALTERNATE
AL ALUMINUM
AB ANCHOR BOLT
ANOD ANODIZED
ARCH ARCHITECT(URAL)
AUTO AUTOMATIC

BATT BATT INSULATION
BM BENCH MARK
BIT BITUMINUS
BOL BOLLARD
B.O. BOTTOM OF
BLDG BUILDING
BP BUILDING PAPER

CLG CEILING
CTR CENTER
CT CERAMIC TILE
CLR CLEAR(ANCE)
CCTV CLOSED CIRCUIT TV
COL COLUMN
CONC CONCRETE
CMU CONCRETE MASONRY UNIT
CONT CONINUOUS, CONTINUE
CONST CONSTRUCTION
CFCI CONTRACTOR FURNISHED,

CONTRACTOR INSTALLED
CJ CONTROL JOINT
CG CORNER GUARD
CF CUBIC FOOT

DP DAMPPROOFING
DEMO DEMOLISH/DEMOLITION
DMT DEMOUNTABLE
DEP DEPRESSED
DTL DETAIL
DIAG DIAGONAL
DIA DIAMETER
DIM DIMENSION
DW DISHWASHER
DISP DISPENSER
DIV DIVISION
DR DOOR
DA DOUBLE ACTING
DN DOWN
DS DOWNSPOUT
DWR DRAWER
DWG DRAWING(S)
DF DRINKING FOUNTAIN

EA EACH
E EAST
ELEC ELECTRIC(AL)
EP ELECTRICAL PANEL
EL ELEVATION
EMER EMERGENCY
EQ EQUAL
EQUIP EQUIPMENT
EXH EXHAUST
(E) EXISTING
EXP EXPANSION
EJT EXPANSION JOINT
EXP EXPOSED
EXT EXTERIOR

F.O. FACE OF
FRP FIBER-REINFORCED PLASTIC
FGL FIBERGLASS
FF FINISH FLOOR
FIN FINISH(ED)
FA FIRE ALARM
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FHC FIRE HOSE CABINET
FT FIRE TREATED
FP FIREPROOFING
FD FLOOR DRAIN, FIRE DAMPER
FLR FLOOR(ING)
FLOUR FLOURESCENT
FAF FLUID APPLIED FLOORING
FTG FOOTING
FND FOUNDATION

GALV GALVANIZED
GA GAUGE
GL GLASS, GLAZING
GB GRAB BAR
GYP GYPSUM
GYP BD GYPSUM BOARD
GWB GYPSUM WALL BOARD

HDW HARDWARE
HWD HARDWOOD
HDR HEADER
HTG HEATING
HVAC HEATING, VENTILATING, AIR

CONDITIONING
HT HEIGHT
HC HOLLOW CORE

GENERAL NOTES
1 CONTRACTOR TO VERIFY ALL EXISTING CONDITIONS AND DIMENSIONS PRIOR TO PROCEEDING WITH THE WORK.
2 DIMENSIONS TAKE PRECEDENCE OVER DRAWINGS. DO NOT SCALE DRAWINGS. NOTIFY THE ARCHITECT OF ANY

DISCREPANCIES PRIOR TO PROCEEDING WITH THE WORK.
3 CONTRACTOR IS RESPONSIBLE FOR CONSTRUCTION MEANS AND METHODS.
4 CONTRACTOR IS RESPONSIBLE FOR VERIFICATION AND COORDINATION OF SUBCONTRACTOR'S WORK,

COMPLIANCE WITH THE DRAWINGS AND SPECIFICATIONS, ACCURATE LOCATION OF STRUCTURAL MEMBERS,
AND OPENINGS FOR MECHANICAL, ELECTRICAL, AND MISCELLANEOUS EQUIPMENT.

5 CONTRACTOR SHALL VERIFY DIMENSIONS AND CLEARANCES FROM MANUFACTURER PRIOR TO THE
CONSTRUCTION AND INSTALLATION OF ALL EQUIPMENT, FURNISHINGS, AND ACCESSORIES.

6 CONTRACTOR IS RESPONSIBLE FOR THE COMPLETE SECURITY OF THE SITE DURING CONSTRUCTION AND UNTIL
PROJECT COMPLETION.

7 CONTRACTOR SHALL LOCATE AND PROTECT EXISTING UTILITIES, WHETHER INDICATED IN DRAWINGS OR NOT.
8 PROVIDE BACKING, BLOCKING, OR STRAPPING AS REQUIRED FOR GRAB BARS, SHELVING, EQUIPMENT,

HANDRAILS, ACCESSORIES, AND CABINETS.
9 COORDINATE LOCATIONS OF IN-WALL ITEMS TO AVOID BACK TO BACK INSTALLATION.

10 ALL SAFETY GLAZING SHALL BE PERMANENTLY LABELED WITH THE MANUFACTURER'S NAME AND TEST
APPROVAL INFORMATION.

11 SEE STRUCTURAL FOR REQUIRED SPECIAL INSPECTIONS.
12 SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL ELECTRICAL AND EQUIPMENT INFORMATION.

DEFERRED SUBMITTALS

1 SHOP-FABRICATED WOOD TRUSSES
2 SNOW-MELT SYSTEM
3 FIRE SUPPRESSION SYSTEM
4 FIRE ALARM AND DETECTION SYSTEM
5 MTL SUPPORT FOR HEALTHCARE EQUIPMENT

G0.00
1 NW AXON

G0.00
2 SW AXON

--SHEET INDEX--

SHEET
NUMBER SHEET NAME

G0.00 GEN. NOTES, SYMBOL, ABBRE. & FINISH CODE
G1.00 FIRE AND LIFE SAFETY

A1.01 SITE PLAN AND DEMO PLAN
A2.01 OVERALL PLANS
A2.02 ROOF AND EXISTING MECHANICAL PENTHOUSE PLAN
A2.11 FLOOR AND REFLECTED CEILING PLANS
A2.12 FINISH AND EQUIPMENT PLANS
A4.01 ELEVATIONS AND BUILDING SECTIONS
A4.51 WALL SECTIONS AND PARTITION TYPES
A5.01 INTERIOR ELEVATIONS
A6.01 EXTERIOR DETAILS
A6.02 WINDOW, STOREFRONT, AND LOUVER DETAILS
A7.01 INTERIOR DETAILS, DOOR SCHEDULE, AND WINDOW TYPES

S1.01 FOUNDATION PLAN
S1.02 FOUNDATION DETAILS
S1.04 ROOF FRAMING PLAN
S2.01 ROOF FRAMING DETAILS

M0.01 MECHANICAL LEGEND, NOTES AND SCHEDULES
M0.02 MECHANICAL SCHEDULES
M0.03 MECHANICAL SCHEDULES
M1.01 MECHANICAL FLOOR PLAN
M2.11 HVAC FLOOR PLAN - VESTIBULE
M2.21 HVAC FLOOR PLAN - VESTIBULE
M2.22 HVAC FLOOR PLAN - VESTIBULE
M6.10 HVAC DETAILS
M6.20 HVAC DETAILS

P0.01 PLUMBING LEGEND, NOTES AND SCHEDULES
P1.11 FLOOR PLAN - LEVEL 1 PLUMBING DEMOLITION
P2.01 FLOOR PLAN - PLUMBING
P2.02 ROOF PLAN - PLUMBING
P6.01 PLUMBING DETAILS

E1.00 ELECTRICAL SYMBOL LIST
E2.00 FLOOR PLAN - LIGHTING
E3.00 FLOOR PLAN - POWER
E3.10 MEZZANINE / ROOF PLAN - ELECTRICAL
E4.00 SCHEDULES AND DETAILS

T1.00 TELCOM SYMBOL LIST
T3.00 FLOOR PLAN - TELCOM
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1 CG1

CG1

DN

LEGEND

5,000 SF

OCCUPANCY
OccupancyType

100 SF SF / OCC
50 OCC

FE

X'-X"

999

999

Occ / Sf

1 HOUR WALL

AREA OF 1 HOUR FLOOR AND 1 HOUR
CEILING

OCCUPANCY AREA

EGRESS TRAVEL DISTANCE

COMMON PATH OF EGRESS TRAVEL

FIRE EXTINGUISHER

EXIT SIGN, ARROW(S) INDICATES
DIRECTION (IF SHOWN)

OCCUPANT EXIT LOAD

CUMULATIVE OCCUPANT EXIT LOAD

ROOM OCCUPANCY TAG

CODE REVIEW FOR  "AREA OF WORK"
PROJECT NAME: WALLOWA MEMORIAL HOSPITAL- ADDITION
ADDRESS: 603 MEDICAL PARKWAY

ENTERPRISE, OR 97828

OWNER: WALLOWA MEMORIAL HOSPITAL

CODES: OREGON STRUCTURAL SPECIALTY CODE 2014

OCCUPANCY: GROUP B

NUMBER OF STORIES: TWO

CONSTRUCTION TYPE:  V-B

FIRE PROTECTION: FULLY SPRINKLED

FIRE ALARM SYSTEM: YES

ALLOWABLE SQUARE FOOTAGE: (SECTION 506)
BUILDING AREA MODIFICATION EQUATION SHOWN BELOW, 20' OPEN SPACE IS
ASSUMED EVEN THOUGH MOST OF THE PERIMETER OPEN SPACE IS >20'

Aa = At + [At x If] + [At x Is]

Aa = ALLOWABLE AREA
At = TABULAR AREA PER STORY (TABLE 503)
If = FRONTAGE INCREASE
Is = SPRINKLER FACTOR

FRONTAGE INCREASE EQUATION
If = [F / P - 0.25] x W/30
If = [575.5 / 575.5 - 0.25] x 20 / 30
If = .5

Aa = 9,000 SF + [9,000 SF x .5] + [9,000 SF x 200%]

Aa = 31,500 SF ALLOWABLE SQUARE FOOTAGE

ACTUAL SQUARE FOOTAGE:
EXISTING SQUARE FOOTAGE: LEVEL 1 14,221 SF

MECHANICAL PENTHOUSE 1,792 SF

NEW SQUARE FOOTAGE: LEVEL 1 2,339 SF
TOTAL SQUARE FOOTAGE: 18,352 SF

FIRE SEPARATION DISTANCE: >10'

MAXIMUM AREA OF EXTERIOR WALL OPENINGS:
UNPROTECTED, SPRINKLERED 30' OR GREATER- NOT REQUIRED

MAX. TRAVEL DISTANCE(1016.1): 250 FT W/ SPRINKLER

FIRE RESISTIVE RATINGS: (TABLE NO. 60I, 602   OF THE I.B.C.)

BUILDING ELEMENT (>10' SEPARATION) TYPE II-B
STRUCTURAL FRAME 0 HOUR
BEARING WALLS 

EXTERIOR 0 HOUR
INTERIOR 0 HOUR

NON BEARING WALLS AND PARTITIONS
EXTERIOR 0 HOUR
INTERIOR 0 HOUR

FLOOR CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS 0 HOUR

ROOF CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOISTS 0 HOUR

EXTERIOR DOORS AND WINDOWS 0 HOUR

A B C D E F G

2

3

4

5

1

2
5

1
4

2
2

2
6

14

2
9

3
0

FE

1
0

5
'-0

"

114'-9"
1
6

0
'-0

"

7
0

'-0
"

7
5

'-0
"

F
E

F
E

F
E

F
E

FE

A.1 6,243 SF

CLINICAL SPACE
BUSINESS AREA

100 SF / OCC
63 OCC

533 SF

CONFERENCE
UNCONCENTRATED

15 SF / OCC
36 OCC

2,736 SF

PHYSICAL THERAPY
BUSINESS AREA

100 SF / OCC
28 OCC

3,999 SF

LOBBY/ COMMON
BUSINESS AREA

100 SF / OCC
40 OCC

1
4

6

91
2

1
2

8
7

'-3
"

F
E

STAFF BREAK

027

OFFICE

028
TEAM WORK

101

PATIENT TOILET

026 DENTAL EQUIP

030

DENTAL

025

DENTAL

032

DENTAL

033

DENTAL

024

EXAM ROOM

023 EXAM ROOM

034

BEHAVORIAL HEALTH

022
EXAM ROOM

035

BEHAVORIAL HEALTH

036

BEHAVORIAL HEALTH

021

VITALS

020

HALL

013

CLINIC ENTRY

010

AREA OF WORK

VESTIBULE

009

PANOREX

031

CLINIC HALL

012

ENTRY HALL

011

HOUSEKEEPING

036

HOSPITAL CONFERENCE
ROOM

037

STAIR

038

OFFICE MANAGER

171

PATIENT TOILET

166

EXAM 4

167

EXAM 3

168

EXAM 2

169

EXAM 1

170

TEAM 1

154

LAB

147

EXAM 8

146

EXAM 9

145

EXAM 10

144

STORAGE

138

UNLEASED

137

OFFICE

134

OFFICE

133

TEAM 2

153

OFFICE

135

TOILET

127

EXAM 11

143

NURSE STATION/ ADVICE

152

CONSULT

128

DR. ROSE WAITING

005

CONSULT

040

WP HYDRO- COLLATOR

109

TREATMENT 4

106

TREATMENT 3

105

RECEPTION

101

BARS

93

OFFICE 1

113

OFFICE 2

114

LOUNGE

111

MAT

117

PROCEDURE

151

RECEPTION

141

EXAM 6

157

P.T. GYM

116

WINDING WATERS WAITING

003

VESTIBULE

001

SOILED HOLD

156

MEN'S RESTROOM

041

DR. ROSE

126

CLEAN STORAGE

107

SOILED HOLD

108

TOILET

112

THERAPIST

115

WOMEN'S RESTROOM

042

EXAM 2

123

EXAM 1

122

SOILED HOLD

124

OFFICE

136

STORAGE

125

HALL

120

EXAM 5

161

EXAM 7

159

VITALS

158

CLEAN STORAGE

162

OFFICE

130

TOILET

103

TREATMENT 2

104

P.T. WAITING

008

HALL

110

HALL

043

HALL

150

UNASSIGNED

007

TREATMENT 1

102

HOSPITAL STORAGE

044

SPRINKLER ROOM

046

VITALS

160

STORAGE

149

NURSE STATION

121

HALL

047

IDF

048

ELEC. PANEL

049

MDF/ PHONE

050

P.T. ENTRY

100

LOBBY

002

HALL

155

HALL

163

HALL

140

HALL

164

CATERING STORAGE

019.2

KIDS PLAY AREA

004

UNASSIGNED

006

PATIENT TOILET

148

UNLEASED

132

TOILET

131

HALL

139

GAS STORAGE

029

8
2,444 SF

CLINIC
BUSINESS

100 SF / OCC
25 OCC

8

12

13

D E F

2

3

1,792 SF

MECHANICAL
MECHANICAL AREA

300 SF / OCC
6 OCC

FE

SCOTT D COMBS

E

PORTLAND, OREGON

R

S
T

TA

G
R
E

I

TES

E
FO OR

N
OG

CDE RA

TE
TC

H
I

PROJECT NO.:

ISSUE DATE:

REVISIONS:

C
LA

R
K

 K
JO

S
 A

R
C

H
IT

E
C

T
S

, L
LC

   
 C

O
P

Y
R

IG
H

T
 2

01
9

62
1 

S
W

 A
ld

er
 S

tr
ee

t, 
S

ui
te

 7
00

P
or

tla
nd

, O
R

 9
72

05
P

ho
ne

: 5
03

/2
24

-4
84

8

1
/2

5
/2

0
1
9
 4

:3
3
:0

0
 P

M

6
0
3
 M

e
d
ic

a
l 
P

k
w

y
, 
E

n
te

rp
ri
s
e
, 
O

R
 9

7
8
2
8

FIRE AND LIFE SAFETY

01.25.2019

G1.00

B
id

 / 
P

er
m

it 
S

et

18038

W
a
ll
o

w
a
 M

O
B

 A
d

d
it

io
n

W
a
llo

w
a
 C

o
u
n
ty

 H
e
a
lt
h
c
a
re

 D
is

tr
ic

t

 1/8" = 1'-0"G1.00

1 FIRE LIFE SAFETY PLAN

FIRE & LIFE SAFETY NOTES

1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING THAT ALL
TRADES ARE THOROUGHLY FAMILIAR AND COMPLY WITH THE
REQUIREMENTS LISTED IN THE "FIRE AND LIFE SAFETY STANDARDS"
(FLSS)

2. ALL RATED ASSEMBLIES SHALL BE CONSTRUCTED TO PREVENT THE
MOVEMENT OF FLAME OR GASSES PER CODE

3. INSTALL RATED ENCLOSURES FOR ALL RECESSED ITEMS IN RATED
WALLS PER CODE. SEE ARCHITECTURAL DETAILS.

4. ALL PENETRATIONS THROUGH RATED ASSEMBLIES IN AREA OF WORK
SHALL BE FIRESTOPPED OR SEALED PER CODE.

5. THE CONTRACTOR SHALL FIELD VERIFY THE CONDITION OF THE
EXISTING FLSS SYSTEMS IN THE AREAS OF WORK THAT MAY REQUIRE
UPDATING. AREAS INCLUDE (BUT ARE NOT LIMITED TO) THE
FOLLOWING:

A. CONTRACTOR TO VERIFY THAT ALL EXISTING PENETRATIONS OF
RATED ASSEMBLIES WHICH ARE EXPOSED TO VIEW DURING
CONSTRUCTION ARE COMPLIANT WITH CODE REQUIREMENTS.

B. CONTRACTOR TO EXTEND ANY EXISTING WALL (WITHIN THE AREA
OF WORK) TO STRUCTURE WHICH IS REQUIRED BY FLSS BUT DOES
NOT PRESENTLY EXIST.

C. CONTRACTOR TO VERIFY THAT ALL DUCTWORK PENETRATIONS
THROUGH RATED ASSEMBLIES ARE EQUIPPED WITH FIRE AND/ OR
SMOKE DAMPERS AS REQUIRED BY CODE.

D. VERIFY THAT THE FIRE ALARM, EMERGENCY LIGHTING, AND
EMERGENCY POWER IN THE AREA OF WORK CONFORMS TO THE FLSS
"ELECTRICAL STANDARDS" SECTION FOR THE OCCUPANCY TYPE
INDICATED ON THE FLS PLANS

6. SEE ELECTRICAL FOR EXIT SIGN LOCATIONS

 1/8" = 1'-0"G1.00

2 MECHANICAL PENTHOUSE

1
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MEDICAL PARKWAY

NEW HEATED SIDEWALK

A1.01

2

A1.01

3

10' - 0"

RECONFIGURE EXISTING HEATED
SIDEWALK FOR RELOCATED EXIT DOOR

NEW SANITARY SEWER LINE

EXISTING SANITARY
SEWER MAIN

LEGEND

PROPERTY LINE

AREA OF WORK

A B

2

3

4

5

1

A.1

D.1

D.3

D.3

D.2

(E)02

D.4

D.4

D.4

D.4

D.4

D.5

D.5

CLINIC ENTRY

010

TEAM WORK

101

OFFICE MANAGER

171

PATIENT TOILET

166

EXAM 4

167

EXAM 3

168

EXAM 2

169

EXAM 1

170

TEAM 1

154

NURSE STATION/ ADVICE

152

WINDING WATERS WAITING

003

EXAM 5

161

EXAM 7

159

CLEAN STORAGE

162

VITALS

160

HALL

163

HALL

140

HALL

164

KIDS PLAY AREA
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 1" = 20'-0"A1.01

1 ARCHITECTURAL SITE PLAN

GENERAL NOTES

1. SEE ELECTRICAL, MECHANICAL, PLUMBING FOR ADDITIONAL WORK
NOT INDICATED ON THIS DRAWING.

2 LANDSCAPING BY OTHERS

 1 1/2" = 1'-0"A1.01

2 SEWER SERVICE LINE
 1 1/2" = 1'-0"A1.01

3 SEWER DRAIN LINE CLEANOUT

 1/4" = 1'-0"A1.01

4 DEMO PLAN

-KEYNOTES-

D.1 RELOCATE CASEWORK, PLUMBING FIXTURES, AND
APPLIANCES. SEE PLAN.

D.2 REMOVE EXISTING DOOR AND SAVE FOR REUSE IN
ADDITION

D.3 DEMO (E) SIDEWALK

D.4 DEMO (E) WINDOWS

D.5 REMOVE EXISTING SIDING AND EXTERIOR RIGID
INSULATION DOWN TO SHEATHING

D.6 REPLACE FLOORING WITH CARPET

EXISTING TO BE DEMOLISHED

EXISTING TO REMAIN

DEMO LEGEND
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 1/8" = 1'-0"A2.01

1 OVERALL FLOOR PLAN

GENERAL NOTES - PLAN

1. SEE PARTITION TYPES FOR LEGEND AND CONSTRUCTION
ASSEMBLIES.

2. ALL DIMENSIONS TO FACE OF STUD UNLESS OTHERWISE NOTED.

3. SEE MECHANICAL AND ELECTRICAL FOR ADDITIONAL INFORMATION.

 1/4" = 1'-0"A2.01

2 TYPICAL ADA CLEARANCES
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 1/8" = 1'-0"A2.02

1 ROOF PLAN

 1/8" = 1'-0"A2.02

2 EXISTING PENTHOUSE PLAN

GENERAL NOTES - PLAN

1. SEE PARTITION TYPES FOR LEGEND AND CONSTRUCTION
ASSEMBLIES.

2. ALL DIMENSIONS TO FACE OF STUD UNLESS OTHERWISE NOTED.

3. SEE MECHANICAL AND ELECTRICAL FOR ADDITIONAL INFORMATION.

GENERAL NOTES - ROOF

1. SEE MECHANICAL AND ELECTRICAL FOR ADDITIONAL ITEMS TO BE
ACCOMODATED IN THE ROOF COVERING
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1 ENLARGED FLOOR PLAN
 1/4" = 1'-0"A2.11

2 REFLECTED CEILING PLAN

GENERAL NOTES - PLAN

1. SEE PARTITION TYPES FOR LEGEND AND CONSTRUCTION
ASSEMBLIES.

2. ALL DIMENSIONS TO FACE OF STUD UNLESS OTHERWISE NOTED.

3. SEE MECHANICAL AND ELECTRICAL FOR ADDITIONAL INFORMATION.

-LEGEND-

EXISTING TO REMAIN

NEW CONSTRUCTION

OFOI

1 HR PARTITION

-KEYNOTES-

A.1 PROVIDE PLUMBING ROUGH-IN FOR FUTURE SINK

A.2 INSTALL ADDITIONAL LAYER OF 5/8" GYP

A.3 INSTALL 1 LAYER OF 5/8" GYP OVER EXISTING EXTERIOR
SHEATHING

A.4 INSTALL 1 LAYER OF 5/8" GYP OVER 2 1/2" METAL FRAMING

A.5 INFILL WALL AT REMOVED WINDOW LOCATIONS WITH FRAMING,
BATT INSULATION AND SHEATHING TO MATCH
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 1/4" = 1'-0"A2.12

2 EQUIPMENT PLAN
 1/4" = 1'-0"A2.12

1 FINISH PLAN

-OFOI / OFCI / CFCI-

OFOI - OWNER FURNISHED, OWNER INSTALLED

OFCI - OWNER FURNISHED,

CONTRACTOR INSTALLED

CFCI - CONTRACTOR FURNISHED,

CONTRACTOR INSTALLED

-EQUIPMENT LEGEND-

CM PLUMBED COFFEE MAKER

ET EXAM TABLE

PTD PAPER TOWEL DISPENSER

REF-F REFRIGERATOR WITH TOP FREEZER

SD SOAP DISPENSER

STL STOOL

GENERAL NOTES - FINISHES

1. REFER TO INTERIOR FINISH SPECIFICATIONS FOR CODE

DESCRIPTIONS AND ADDITIONAL INFORMATION.

2. FILL ALL HOLES CRACKS AND RECESSES IN CONCRETE FLOOR WITH

NON-SHRINK GROUT FOR A SMOOTH FINISH PREPARED TO RECEIVE

FLOOR FINISH.

3. HEAT WELD ALL SHEET VINYL SEAMS.

4. TOP-SET RUBBER OR VINYL WALL BASE, WHERE USED, SHALL BE

SEALED TIGHTLY TO THE FLOOR AS WELL AS TO THE WALL.

5. GENERAL WALL PAINT IS P-1 UNLESS NOTED OTHERWISE.

6. SEE INTERIOR ELEVATIONS FOR WALL PROTECTION AND CHAIR RAIL

HEIGHT

6. P-LAM SOFFITS TO MATCH UPPER CABINET U.N.O.

7. SEE INTERIOR ELEVATIONS FOR TILE PATTERNS AND LOCATION OF

ACCENTS

8. P-LAM SOFFITS TO MATCH UPPER CABINET U.N.O.

9. REFER TO WINDOW TYPE SHEET FOR WINDOW COVERINGS

-KEYNOTES-

F.1 EPOXY PAINT

GENERAL NOTES - EQUIPMENT

1. HALFTONED ELEMENTS ARE NOT IN CONTRACT, SHOWN FOR

REFERENCE AND DESIGN INTENT PURPOSES ONLY

2. COORDINATE W/ MANUFACTURER FOR LOCATIONS TO PROVIDE WALL

BACKING

3. ALL DENTAL EQUIPMENT TO BE OWNER FURNISHED AND VENDOR

INSTALLED



LEVEL 1
0' - 0"

LEVEL 2
15' - 0"

ABCDEFG

TOP PLATE
13' - 0"

A.1

W3W2

E.5

E.4

E.3

LEVEL 1
0' - 0"

LEVEL 2
15' - 0"

2 3 4 51

TOP PLATE
13' - 0"

EQ EQ

E.5

E.4

E.3

W2

W1

W2

E.6

E.6 SF5 SF1SF6 W2

LEVEL 1
0' - 0"

LEVEL 2
15' - 0"

A B C D E F G

TOP PLATE
13' - 0"

A.1

SF3 SF2SF4

RELOCATED SNOW GUARD

(E) NEW LOUVER (E)

LEVEL 1
0' - 0"

2 3 41

TYP. CEILING
9' - 0"

TOP PLATE
13' - 0"

214 SF

STAFF BREAK

027

A6.01

17

GLULAM

128 SF

HALL

013

338 SF

CLINIC HALL

012

3' - 11"

5

A4.01

A6.01

16

LEVEL 1
0' - 0"

A

TYP. CEILING
9' - 0"

TOP PLATE
13' - 0"

A.1
4

A4.01

VITALS

020
CLINIC HALL

012

ENTRY HALL

011
CLINIC ENTRY

010
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 1/8" = 1'-0"A4.01

3 EXTERIOR ELEVATION (N)

 1/8" = 1'-0"A4.01

2 EXTERIOR ELEVATION (W)

 1/8" = 1'-0"A4.01

1 EXTERIOR ELEVATION (S)

-KEYNOTES-

E.3 3X5 FIBERCEMENT PANEL (COLOR 1)

E.4 2X5 FIBERCEMENT PANEL (COLOR 1)

E.5 4X4 FIBERCEMENT PANEL (COLOR 1)

E.6 4X2 FIBERCEMENT PANEL (COLOR 2)

 1/4" = 1'-0"A4.01

4 N/S SECTION
 1/4" = 1'-0"A4.01

5 E/W SECTION

GENERAL NOTES

1. SEE MECHANICAL, PLUMBING, AND ELECTRICAL DRAWINGS FOR WALL
PENETRATIONS AND ITEMS TO BE ACCOMODATED ON THE EXTERIOR.



LEVEL 1
0' - 0"

LEVEL 2
15' - 0"

1

TYP. CEILING
9' - 0"

TOP PLATE
13' - 0"

BLOCKING TO PROVIDE 4 SQ. INCHES OF
VENTILATION BETWEEN WOOD I JOISTS AND
TRUSSES (TYP)- SEE STRUCTURAL

5'
 -

 0
"

5'
 -

 0
"

3'
 -

 0
"

A6.01

18

15

A6.01

4

A6.01

1

A6.01

A6.01

3

LEVEL 1
0' - 0"

TYP. CEILING
9' - 0"

A.1

1X8 TRIM (TYP)

1X4 TRIM (TYP)

A6.01

13
15

A6.01

A6.02

5

4

A6.01

STEEL JOISTS AT 24" O.C.

1/2" WOOD STRUCTURAL PANELS APPLIED AT
RIGHT ANGLES TO JOISTS WITH SCREWS.

(2) LAYERS 5/8" TYPE X GWB. INSTALL PER
GA REQUIREMENTS

GA FILE NO.

FC 4490

WT-3

ACOUSTIC BATT
INSULATION PER WALL
TYPE

ACOUSTIC
SEALANT

BASE- SEE FINISH
SCHEDULE

5/8" GWB ON EACH SIDE

METAL STUD
* 6" FRAMING

SOUND ATTENUATING BATT
INSULATION PER SCHEDULE

3 
5/

8"

WT-1

CEILING - SEE RCP FOR HEIGHT AND
TYPE

6"
 M

IN

45 DEGREE BRACING TO
STRUCTURE AT 4'-0" O.C. OR AS
OTHER WISE INDICATED.

ACOUSTIC BATT INSULATION

ACOUSTIC BATT
INSULATION PER WALL
TYPE

FIRE SEALANT

BASE- SEE FINISH
SCHEDULE

5/8" GWB ON EACH SIDE

METAL STUDS PER
SCHEDULE

SOUND ATTENUATING BATT
INSULATION PER SCHEDULE

3 
5/

8"

CEILING - SEE RCP FOR HEIGHT AND
TYPE

6"
 M

IN

45 DEGREE BRACING TO
STRUCTURE AT 4'-0" O.C. OR AS
OTHER WISE INDICATED.

ACOUSTIC BATT INSULATION

4

A4.51

1 HR RATED CEILING ASEMBLEY (SEE
DETAIL)

NON-RATED PARTITIONS W/ ACOUSTIC BATTS
BASED ON GA FILE NO WP 1072
STC 35 (45-49 WHEN 1 LAYER OF GYP EXTENDS TO STRUCTURE

1 HOUR RATED PARTITIONS W/ ACOUSTIC BATTS
GA FILE NO. WP 1072
STC 45-49

ACOUSTIC BATT
INSULATION PER WALL
TYPE

ACOUSTIC
SEALANT

BASE- SEE FINISH
SCHEDULE

5/8" GWB ON EACH SIDE

METAL STUD
* NOMINAL 6" WOOD FRAMING AND
SHEATHING @ SHEAR WALL

SOUND ATTENUATING BATT
INSULATION PER SCHEDULE

3 
5/

8"

WT-2

CEILING - SEE RCP FOR HEIGHT AND
TYPE

6"
 M

IN

ACOUSTIC BATT INSULATION

NON-RATED PARTITIONS W/ ACOUSTIC BATTS
BASED ON GA FILE NO WP 1052
STC 50-54

UNDERSIDE OF DECK

DEFLECTION HEAD: RUNNER TRACK
ANCHORED TO STRUCTURE.
DO NOT ATTACH TO VERTICAL STUD

ACOUSTIC SEALANT - ONE SIDE
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 3/4" = 1'-0"A4.51

2 NORTH WALL SECTION (TYP)
 3/4" = 1'-0"A4.51

1 WALL SECTION AT WALL RECESS

 3" = 1'-0"A4.51

4 1 HR CEILING ASSEMBLY

 3" = 1'-0"A4.51

3 WALL TYPES

GENERAL NOTES - PARTITIONS

1. REFER TO FLOOR PLANS FOR PARTITION LOCATIONS

2. THE PARTITION TYPES DO NOT INCLUDE ANY APPLIED FINISHES.
REFER TO ROOM FINISH SCHEDULE AND INTERIOR ELEVATIONS
FOR FINISHES OR MATERIALS APPLIED TO THE PARTITION
ASSEMBLY.

3. RATED ROOMS SHALL MAINTAIN CONTINUITY OF RATING AT
CEILING, WALL AND FLOOR.

4. GYPSUM BOARD AT PARTITIONS NOT EXTENDING TO STRUCTURE
ABOVE SHALL EXTEND MINIMUM 6 INCHES ABOVE CEILING.

5. CONTRACTOR SHALL COORDINATE LOCATIONS AND TYPES OF
BACKING PLATES AT ALL WALLS FOR MOUNTED FURNISHINGS
AND EQUIPMENT.

6. FIRE-CAULK AND OFFSET ALL PENETRATIONS AT RATED
PARTITIONS AS REQUIRED BY CODE TO MAINTAIN RATING.

7. PROVIDE ACOUSTICAL SEALANT (NON-HARDENING) FOR
ACOUSTICAL PARTITIONS AT EDGES OF GYPSUM BOARD AT
FLOOR.

8. WHERE A PARTITION MUST COMPLY WITH BOTH FIRE RATINGS
AND ACOUSTICAL REQUIREMENTS, FIRE SEALANTS AND /OR FIRE
SAFING SHALL BE PROVIDED IN LIEU OF ACOUSTICAL SEALANTS.

9. USE TAPERED EDGES OF GYPSUM BOARD AT REVEALS AND
DOOR FRAMES TO ALLOW TRUE SURFACE ALIGNMENT.

10. FRAMING OF PARTITIONS CONTINUING TO STRUCTURE SHALL
ACCOMMODATE 1/2" MINIMUM DEFLECTION AT HEAD TRACK.

11. DIMENSIONS GIVEN ON PLANS ARE FROM FACE OF STUD OF THE
PARTITIONS AS SHOWN.

12. WHERE DISSIMILAR PARTITIONS ABUT, ALIGN FINISH FACES AT
EXPOSED SIDE FOR SMOOTH SURFACE.
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A7.01

PL-2

PL-3

(5) EQ AT 12' - 1 1/4"

12

A7.01
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RELOCATED CASEWORK

RELOCATED CASEWORK

PTD SD

ONE URINAL MINIMUM
AT ADA HEIGHT

 ADDITIONAL
URINALS TO BE
MOUNTED AT
TALLER HEIGHT

MIRRORSOAP DISPENSER

MR

REAR GRAB BAR (TO CENTER)URINAL (RIM HEIGHT) WATER CLOSET (SEAT HEIGHT) LAVATORYTOILET PAPER DISP.SIDE GRAB BAR (TO CENTER)

PROVIDE ADDITIONAL
WALL FINISH BEHIND
MIRROR FOR A
FLUSH MOUNTING
SURFACE
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 -

 1
0"

18
"

39
" 

- 
41

"

39" -41"
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7"-9" TO 
CENTER
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M
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X

3'
 -

 0
"

ADA DRINKING FOUNTAIN
DOOR ACCESSORIES
(TOP OF BOX)

4'
 -

 0
"

4'
 -

 2
"

SIGNAGE
(CENTER OF BOX)

AUTO DOOR OPENER
CARD READER

M
A

X

2'
 -

 1
0"

BABY CHANGING STATION

M
IN

2'
 -

 3
"

NOTES:

1) ALL DIMENSIONS ARE TYPICAL UNLESS NOTED OTHERWISE ON INTERIOR ELEVATIONS.
2) WALL MOUNTED ACCESSORIES SHALL NOT PROJECT MORE THAN 4" FROM FACE OF WALL WHEN LOCATED BELOW 6'-8".

VANITY LIGHT FIXTURE
(CENTER OF BOX)

7'
 -

 0
"

FIRE EXTINGUISHER CABINET

(T
Y

P
)

22
"

52
"

EXTINGUISHER
HANDLE

40
"

A B C D E F G H

R S T U V W
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STAFF STATIONS
(TOP OF BOX)

DOME LIGHTS
(CENTER OF BOX)

NURSE CALL
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 -

 0
"

4'
 -

 0
"

Q

12"

SHOWER (REF. BENCH LOCATION)

CONTROLS MUST BE
WITHIN THIS AREA & 15"
(MAX) LEFT OR RIGHT OF
CENTER LINE OF SEAT.

1' - 6"
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 -

 2
"

4'
 -

 0
"TYP. 3'-4" TO CONTROLS AND

DISPENSER OPENING (MAX.
4'-0" FRONT REACH AND 4'-0"
SIDE REACH)

COAT HOOK
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NON-ACCESSIBLE

PAPER TOWEL DISP.

PROVIDE ADDITIONAL WALL
FINISH BEHIND PTD FOR A
FLUSH MOUNTING SURFACE

PTD
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"

48
"

12"

J K LSEAT COVER DISP.

SCD

40
"

I

AT COUNTERTOPS

TOP OF WALL PHONES

PULL STATION
(TOP OF BOX)

HORN /S STROBE
(BOTTOM OF BOX)

AT ALL OTHER
LOCATIONS (INCLUDING
OPEN WORK COUNTERS)

TELE / DATA CONN.
(CENTER OF BOX)
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LIGHT SWITCHES
(TOP OF BOX)
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 3/8" = 1'-0"A5.01

8 TEAM WORK (N)
 3/8" = 1'-0"A5.01

9 TEAM WORK (W)
 3/8" = 1'-0"A5.01

10 TEAM WORK (S)
 3/8" = 1'-0"A5.01

11 TEAM WORK (E)

 3/8" = 1'-0"A5.01

12 EXAM ROOM (N)
 3/8" = 1'-0"A5.01

13 EXAM ROOM (W)
 3/8" = 1'-0"A5.01

14 EXAM ROOM (S)
 3/8" = 1'-0"A5.01

15 EXAM ROOM (E)

 3/8" = 1'-0"A5.01

16 STAFF BREAK (N)
 3/8" = 1'-0"A5.01

17 STAFF BREAK (W)
 3/8" = 1'-0"A5.01

18 STAFF BREAK (S)
 3/8" = 1'-0"A5.01

19 STAFF BREAK (E)

GENERAL NOTES

1. CABINETMAKER SHALL COORDINATE WITH OTHER TRADES, VENDORS
AND OWNER FOR ITEMS INSTALLED IN AND AROUND CABINETRY

2. GROMMETS AND ELECTRICAL OUTLETS: INSTALL GROMMETS IN
COUNTERTOPS FOR ALL UNDER-COUNTER OUTLETS AS FOLLOWS:

     1 1/2" DIA. GROMMET FOR UP TO 2 OUTLETS
     2 1/2" DIA. GROMMET FOR UP TO 4 OUTLETS

3. SEE DETAIL SHEETS FOR TYPICAL CABINETRY CONSTRUCTION
DETAILS

4. COORDINATE MOUNTING HEIGHTS FOR ALL SIGNAGE, EQUIPMENT
AND FIXTURES WITH STANDARD MOUNTING HEIGHT DRAWING.

5. PRIOR TO COVERING WALL, BACKING SHALL BE PROVIDED TO
ACCOMODATE ALL HUNG ITEMS AND ACCESSORIES CALLED FOR ON
THE CONSTRUCTION DOCUMENTS. SUCH ITEMS CONSIST OF, BUT ARE

 NOT LIMITED TO: UPPERCASE CABINETS, STORAGE SHELVING,
TELEVISIONS, COMPUTER MONITORS, LAVATORY ACCESSORIES, AND
FUTURE INSTALLATION OF GRAB BARS AT THE SIDES OF WATER
CLOSETS.

-EQUIPMENT LEGEND-

CC CUBICAL CURTAIN

HK COAT HOOK

L LOCKERS (OFCI)

MIR MIRROR

OTS OTOSCOPE

PTD PAPER TOWEL DISPENSER

REF-F REFRIGERATOR WITH TOP FREEZER

SCD SEAT COVER DISPENSER

SD SOAP DISPENSER

TPD TOILET PAPER DISPENSER

 1/4" = 1'-0"A5.01

1 TYPICAL MOUNTING HEIGHTS

 3/8" = 1'-0"A5.01

2 DENTAL (S)
 3/8" = 1'-0"A5.01

3 VITALS (N)
 3/8" = 1'-0"A5.01

4 PATIENT TOILET (N)
 3/8" = 1'-0"A5.01

5 PATIENT TOILET (W)
 3/8" = 1'-0"A5.01

6 PATIENT TOILET (S)
 3/8" = 1'-0"A5.01

7 PATIENT TOILET (E)



CONCRETE SLAB - SEE
STRUCTURAL

VAPOR RETARDER

CRUSHED GRAVEL-
SEE GEOTECH/ STRUCT.

T.O. SLAB
LEVEL 1

FINISHED FLOORING SEE FINISH
SCHEDULE

R
E

: G
E

O
T

E
C

H
5"

SUBGRADE CRUSHED GRAVEL-
SEE GEOTECH/ CIVIL

2x2 WD TRIM

SEALANT

1

A6.01

THRU-FLASHING WITH HEMMED EDGE

LAP WRB OVER AND TAPE

6"

1"

1

A6.01

8'-0"
ABOVE LEVEL 1

CONTINUOUS INSECT SCREEN- ADHERE TO WALL

HORIZONTAL 2X2 WOOD FURRING

MAINTAIN 1/2" SPACE FOR AIR CIRCULATION

SAM OVER METAL FLASHING AND WRB

CONTINUOUS 1X8 HEAD TRIM

1X3 BATTEN

A6.01

1

SST FLASHING WITH HEMMED EDGE OVER WRB- TAPE
TO WRB

1

A6.01

LEVEL 1

TAPE METAL FLASHING TO SAM

INSECT SCREEN TAPE TO WRB

1x4 WOOD TRIM

RIGID INSULATION OVER FLUID APPLIED
WATERPROOFING

PREFINISHED BRAKE METAL TRIM

INSECT SCREEN

FIBERCEMENT SOFFIT

WRB

FRAMING SEE STRUCTURAL

WRAP CORNER WITH SAM

SEALANT

1

A6.01

CONT. RIGID INSULATION

0"

1"

1x3 WD TRIM

5
/8

"

SEALANT

A6.01

1

5 1/2"

5
 1

/2
"

WRAP OUTSIDE CORNER WITH SAM
(TYP)

2x CORNER BOARDS

FIBERCEMENT
SOFFIT

WRB

FRAMING SEE STRUCTURAL

WRAP CORNER
WITH SAM

2x2 WD TRIM

CONT. RIGID
INSULATION

8'-0"
ABOVE LEVEL 1

1

A6.01

5/4 WD TRIM- RIP TO FIT

FF SAM- WRAP INTO R.O.

1
/2

"

3
/8

"

THRU-FLASHING WITH
HEMMED EDGE

LAP WRB OVER AND TAPE

CONTINUOUS INSECT SCREEN-
ADHERE TO WALL

SAM OVER METAL FLASHING
AND WRB

CONTINUOUS 1X8 OVER 1X
BLOCKING

NOTES:
1. EPDM RUBBER STRIPS TO BE INSTALLED ON ALL PLYWOOD FURRING
2. ALL DIMENSIONS ARE TYPICAL

2x HORIZONTAL FURRING TO BE SECURED TO WOOD
FRAMING

VERTICAL PLYWOOD FURRING TO BE SECURED TO 2x
HORIZONTAL FURRING

10

A6.01

6

A6.01

EQ. EQ.

3' - 11 1/2"

0"

3' - 11 1/2"

4
' 
- 

0
"

5
' 
- 

5
 1

/2
"

3
' 
- 

0
"

1"
1"

1' - 11 1/2" 1' - 11 1/2" 1' - 11 1/2" 1' - 11 1/2"

0"0"
0"

10

A6.01

1"

9

A6.01

6

A6.01

WRB OVER WATERPROOFING AND RIGID
INSULATION

NOTE:
SEE STRUCTURAL FOR SHEAR WALL LOCATIONS AND SHEATHING REQUIREMENTS

RIGID INSULATION OVER FLUID APPLIED
WATERPROOFING

VAPOR RETARDER

SST FLASHING WITH HEMMED EDGE OVER
WRB- TAPE TO WRB

1

A6.01

S
E

E
 S

T
R

U
C

T
.

S
E

E
 S

T
R

U
C

T
.

A6.01

2

1

A6.01

1X3 BATTEN

1/2" P.T. VERTICAL FURRING

2X2 HORIZONTAL FURRING

WRB

2x6 WOOD STUDS AT 16" O.C. (UNLESS NOTED
OTHERWISE)

R-19 THERMAL BATT INSULATION

5/8"  GWB

VAPOR RETARDER

FIBERCEMENT PANEL

NOTE:
SEE STRUCTURAL FOR SHEAR WALL LOCATIONS AND SHEATHING REQUIREMENTS

1 1/2" RIGID INSULATION

EXTERIOR SHEATHING

1/2" P.T. VERTICAL PLYWOOD FURRING

2x2 HORIZONTAL FURRING

1X3 BATTEN

2X LOOKOUT

2x FASCIA- SEE STRUCTURAL FOR ADDITIONAL
REQUIREMENTS

19

A6.01

SIM.

6"

2 
1/

2"

1/2"

PREFINISHED METAL DRIP EDGE

6"
PREFINISHED METAL FASCIA WITH DRIP

PREFINISHED METAL TIM W/ CLEAT

PREFINISHED METAL SOFFIT VENT

PREFINISHED FIBERCEMENT SOFFIT

PREFINISHED GUTTER (MATCH SIZE AT
HOSPITAL -V.I.F.)

2X OUTRIGGER- SEE STRUCTURAL

2x FASCIA- SEE STRUCTURAL FOR
ADDITIONAL REQUIREMENTS

PREFINISHED METAL DRIP
EDGE

PREFINISHED METAL FASCIA WITH DRIP

PREFINISHED METAL TIM W/ CLEAT

PREFINISHED FIBERCEMENT SOFFIT

M
A

T
C

H
 N

O
R

T
H

 A
N

D
 S

O
U

T
H

 F
A

S
C

IA

SIM.

15

A6.01

SEE RCP

2X BLOCKING W/ VENT SLOTS- SEE
STRUCTURAL

2X4 @ 24" O.C.

1/2"

PREFINISHED METAL TIM W/ CLEAT

SEALANT

SEALANT

1/
2"

SPECIFIED RIDGE VENT

PLYWOOD SHEATHING
(SEE STRUCTURAL)

ROOF TRUSS (SEE
STRUCT)

ASPHALT SHINGLES OVER
UNDERLAYMENT

PER RIDGE VENT MANUFACTURER'S 
WRITTEN INSTRUCTIONS

NOTE:
HOLD RIDGE VENT BACK 4'-0" FROM NEW WEST EXTERIOR WALL

ASPHALT SHINGLES OVER UNDERLAYMENT

PLYWOOD SHEATHING (SEE STRUCTURAL)

ROOF TRUSS (SEE STRUCT)

BATT INSULATION

VAPOR RETARDER

ASPHALT SHINGLES OVER UNDERLAYMENT

PLYWOOD SHEATHING (SEE STRUCTURAL)

WOOD I JOIST (SEE STRUCTURAL)

5/8" GWB OVER METAL FURRING

CONTINUOUS VENTILATION BAFFELS FOR
UNRESTRICTED AIR FLOW FROM SOFFIT

VAPOR BARRIER

4

BLOCKING TO PROVIDE 4 SQ. INCHES
OF VENTILATION BETWEEN WOOD I
JOISTS AND TRUSSES (TYP)- SEE
STRUCTURAL

WEB STIFFENER- SEE STRUCTURAL

2x FASCIA- SEE STRUCTURAL FOR ADDITIONAL
REQUIREMENTS

SIM.

6"

2
 1

/2
"

1/2"

PREFINISHED METAL DRIP EDGE

0' - 6"

PREFINISHED GUTTER (MATCH SIZE AT
HOSPITAL -V.I.F.)

PREFINISHED METAL FASCIA WITH DRIP

PREFINISHED METAL TIM W/ CLEAT

PREFINISHED METAL SOFFIT VENT

PREFINISHED FIBERCEMENT SOFFIT

6"

9 1/2"

6
 1

/2
"

19

A6.01
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 3" = 1'-0"A6.01

4 CONCRETE SLAB

 3" = 1'-0"A6.01

14 INSIDE CORNER AT FIBERCEMENT
 3" = 1'-0"A6.01

9 RAINSCREEN THRU-FLASHING

 3" = 1'-0"A6.01

10 FIBERCEMENT PANEL VERTICAL JOINT

 3" = 1'-0"A6.01

2 EXTERIOR WALL AT LEVEL

 3" = 1'-0"A6.01

8 FIBERCEMENT WALL TO SOFFIT DETAIL1

 3" = 1'-0"A6.01

11 OUTSIDE CORNER AT FIBERCEMENT

 3" = 1'-0"A6.01

5 DROPPED HEADER DETAIL AT EXTERIOR SOFFIT

 3/4" = 1'-0"A6.01

7 TYPICAL FIBERCEMENT ELEVATION

 1 1/2" = 1'-0"A6.01

3 FIBERCEMENT PANEL AT GRADE

 3" = 1'-0"A6.01

6 FIBERCEMENT PANEL HORIZONTAL JOINT

 3" = 1'-0"A6.01

1 TYPICAL EXTERIOR WALL4

 3" = 1'-0"A6.01

18 EAVE DETAIL AT WOOD TRUSS

 3" = 1'-0"A6.01

13 RAKE DETAIL

 3" = 1'-0"A6.01

12 RIDGE VENT DETAIL

 3" = 1'-0"A6.01

15 ROOF ASSEMBLY (TYP)

 3" = 1'-0"A6.01

19 ROOF ASSEMBLY AT CLINIC ENTRY

 1 1/2" = 1'-0"A6.01

17 ROOF DETAIL AT VESTIBULE

 3" = 1'-0"A6.01

16 EAVE DETAIL AT WOOD I JOIST

1



VINYL WINDOW- TAPE NAILING FLANGE
TO SAM

FF SAM- WRAP INTO R.O. AND OVER WRB 6"
MIN.

SEALANT BEAD

1/
2"

1/
2"

WOOD SILL AND TRIM

INSECT SCREEN

2 PIECE PREFINISHED METAL FLASHING WITH
DRIP

WRAP SAM INTO R.O. AND OVER WRB 6"
MIN.

SEALANT

1/2" AIR SPACE

GRID

TAPE METAL FLASHING TO SAM
CONCRETE SLAB (SEE STRUCT.)

SPRAY APPLIED WATER
PROOFING

T.O. SLAB

PREFINISHED BRAKE METAL
FLASHING

ALUMINUM STOREFRONT SYSTEM

CONTINUOUS PERIMETER BACKER ROD AND
SEALANT

INTERMITTENT SHIMS TO ALLOW FOR
DRAINAGE

FF SAM OVER CONCRETE AND WP

BRAKE METAL TRIM -
TURN FF SAM UP TRIM LEG TO CREATE BACK OF
SILL PAN

CONTINUOUS SEALANT

6"
  M

IN
.

WALL FIN HEATER SYSTEM (SEE MECHANICAL
FOR LOCATIONS)

H
E

A
T

E
R

 H
E

IG
H

T
  1

' -
 1

 7
/8

"

1/
2"

S
E

E
 S

T
O

R
E

F
R

O
N

T
 E

LE
V

A
T

IO
N

S

PREFINISHED BRAKE METAL TRIM TAPED TO
WRB

1" METAL ANGLE

ALUMINUM STOREFRONT SYSTEM

CONTINUOUS PERIMETER BACKER ROD
AND SEALANT

FF SAM- WRAP INTO R.O.

SEE ENLARGED PLAN FOR WALL TYPE

SEALANT

2x3 WD TRIM

1

A6.01

VINYL WINDOW- TAPE NAILING FLANGE TO
SAM

METAL FLASHING WITH HEMMED EDGE

CASING BEAD AND SEALANT

1

A6.01

FF SAM- WRAP INTO R.O. AND OVER WRB
6" MIN.

CORNER BEAD

CONTINUOUS WOOD BLOCKING

GWB SURROUND

GRID

THRU-FLASHING WITH HEMMED EDGE

LAP WRB OVER AND TAPE

CONTINUOUS INSECT SCREEN- ADHERE TO WALL

SAM OVER METAL FLASHING AND WRB

SAM OVER METAL FLASHING AND WRB

5
/8

"

3
/8

"

CONTINUOUS 1X8 OVER 1x BLOCKING

2x3 WOOD TRIM

CONTINUOUS PERIMETER SEALANT

FF SAM OVER WRB WRAPED INTO R.O.

GRID

VINYL WINDOW- TAPE NAILING FLANGE TO
SAM

SEALANT

SEALANT

1

A6.01

ALUMINUM STOREFRONT SYSTEM

BLOCKING PROVIDE 4SQUARE
INCHES VENTILATION (SEE
STRUCTURAL)

2 PIECE PREFINISHED METAL FLASHING

BACKER ROD AND SEALANT

1" METAL ANGLE- TURN FF SAM UP BACKSIDE OF
ANGLE

CONTINUOUS PERIMETER BACKER ROD AND
SEALANT

PREFINISHED FIBERCEMENT SOFFIT

CAMBERED BLOCKING

SEALANT

WRB OVER SHEATHING

FF SAM- WRAP INTO R.O.

2X6 TOP PLATE

BACKER ROD & SEALANT

PREFINISHED BRAKE METAL TRIM TAPED TO
WRB

1" METAL ANGLE- TURN FF SAM UP BACKSIDE
OF ANGLE

ALUMINUM STOREFRONT SYSTEM

CONTINUOUS PERIMETER BACKER ROD
AND SEALANT

FF SAM- WRAP INTO R.O.

GRID

A6.01

1

2x3 WOOD TRIM

SEALANT

SEALANT

PREFINISHED BRAKE METAL TRIM OVER FF SAM

TS (SEE STRUCTURAL)

ALUMINUM STOREFRONT SYSTEM

CONTINUOUS PERIMETER BACKER ROD AND
SEALANT

WRAP TS WITH FF SAM

4"

ALUMINUM STOREFRONT SYSTEM

2 PIECE PREFINISHED METAL FLASHING

BACKER ROD AND SEALANT

1

A6.01

SIM.

1" METAL ANGLE- TURN FF SAM UP BACKSIDE
OF ANGLE

CONTINUOUS PERIMETER BACKER ROD AND
SEALANT

FF SAM- WRAP INTO R.O.

LAP WRB OVER AND TAPE

CONTINUOUS INSECT SCREEN- ADHERE TO WALL

SAM OVER METAL FLASHING AND WRB

1
/2

"

3
/8

"

THRU-FLASHING WITH HEMMED EDGE

CONTINUOUS 1X8 OVER 1x BLOCKING

BACKER ROD & SEALANT

PREFINISHED BRAKE METAL TRIM TAPED TO
WRB

1" METAL ANGLE- TURN FF SAM UP BACKSIDE OF
ANGLE

ALUMINUM STOREFRONT SYSTEM

CONTINUOUS PERIMETER BACKER ROD
AND SEALANT

FF SAM- WRAP INTO R.O.

GRID

A6.01

1

SEALANT

2x2 WD TRIM

SEALANT

A6.01

11

ALUMINUM STOREFRONT SYSTEM

BLOCKING PROVIDE (SEE
STRUCTURAL)

2 PIECE PREFINISHED METAL FLASHING

BACKER ROD AND SEALANT

1" METAL ANGLE- TURN FF SAM UP BACKSIDE OF
ANGLE

CONTINUOUS PERIMETER BACKER ROD AND
SEALANT

PREFINISHED FIBERCEMENT SOFFIT

SEALANT

FF SAM- WRAP INTO R.O.

2X6 TOP PLATE

2X NAILER

SHIM AS REQUIRED

INSECT SCREEN / BIRD SCREEN

BACKER ROD AND SEALANT

2 PIECE PREFINISHED METAL FLASHING TAPED TO WRB

PREFINISHED METAL LOUVER - ATTACHMENT
PER MANUFACTURER'S WRITTEN
INSTRUCTIONS

BACKER ROD AND SEALANT

4"

1

A6.01

SIM.

THRU-FLASHING WITH HEMMED EDGE

LAP WRB OVER AND TAPE

CONTINUOUS INSECT SCREEN- ADHERE TO WALL

SAM OVER METAL FLASHING AND WRB

1
/2

"

3
/8

"

2x3 WOOD TRIM

PREFINISHED METAL LOUVER -
ATTACHMENT PER MANUFACTURER'S
WRITTEN INSTRUCTIONS

INSECT SCREEN

SILL PAN WITH DRIP (BY LOUVER
MANUFACTURER) SET IN CONTINUOUS BED
OF SEALANT

INSECT/ BIRD SCREEN

SHIM AS REQUIRED

BACKER ROD AND SEALANT- PROVIDE
WEEPS FOR DRAINAGE

1

A6.01

SIM.

1x3 WD. TRIM

2x3 WD TRIM

BACKER ROD & SEALANT

PREFINISHED BRAKE METAL TRIM TAPED TO
WRB

FF SAM- WRAP INTO R.O.

BACKER ROD & SEALANT

INSECT / BIRD SCREEN

PREFINISHED METAL LOUVER -
ATTACHMENT PER MANUFACTURER'S
WRITTEN INSTRUCTIONS

SHIM AS REQUIRED

5/8" TYPE X GWB OVER VAPOR BARRIER (SEE
STRUCT FOR SHEAR WALL LOCATIONS)

GRID

A6.01

1

BACKER ROD & SEALANT
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WINDOW, STOREFRONT,

AND LOUVER DETAILS
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 3" = 1'-0"A6.02

1 WINDOW SILL
 3" = 1'-0"A6.02

5 SF SILL AT SLAB

 3" = 1'-0"A6.02

10 SF JAMB AT LOBBY1

 3" = 1'-0"A6.02

3 WINDOW HEAD1

 3" = 1'-0"A6.02

2 WINDOW JAMB1

 3" = 1'-0"A6.02

12 SF HEAD @ GLULAM BEAM

 3" = 1'-0"A6.02

6 SF JAMB1

 3" = 1'-0"A6.02

11 SF JAMB @ TS CORNER1
 3" = 1'-0"A6.02

7 SF HEAD1

 3" = 1'-0"A6.02

16 SF JAMB AT RECESS1
 3" = 1'-0"A6.02

8 SF HEAD AT RAKE1

 3" = 1'-0"A6.02

15 LOUVER HEAD1

 3" = 1'-0"A6.02

13 LOUVER SILL1

 3" = 1'-0"A6.02

14 LOUVER JAMB1

4
NOT USED

9
NOT USED

1



1
0

"
E

Q
 A

T
 D

O
O

R
 H

IN
G

E
S

E
Q

 A
T

 D
O

O
R

 H
IN

G
E

S
5

"

1
'-5

"

5
'-0

"

3
'-2

" 3
'-1

0
"

DUPLEX, PHONE, AND DATA

OUTLETS TO BE LOCATED 17" AFF.

UNLESS NOTED OTHERWISE.

THERMOSTAT / SIGNAGE

LIGHT SWITCH

NOTE:

CONTRACTOR TO VERIFY ALL

DIMENSIONS AT SITE

DOOR

LEVER

FINISH FLOOR

SEE
SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

A
SINGLE FLUSH

FINISH FLOOR

2" SEE
SCHEDULE

2"

S
E

E
 S

C
H

E
D

U
LE

2"

1
SINGLE/DOUBLE

HM FRAME

FINISH FLOOR

FINISH FLOOR

W1

6' - 0"

2' - 0" 4' - 0"

2'
 -

 0
"

W2

4' - 0"

5'
 -

 0
"

SF5

1'
 -

 3
"

6'
 -

 9
"

2'
 -

 6
"

EQ EQ

7' - 5"

SF3

2'
 -

 6
"

6'
 -

 9
"

1'
 -

 3
"

EQ EQ EQ

10' - 9"

SF2

2'
 -

 6
"

8'
 -

 0
"

3' - 6" 3' - 11" 3' - 4"

10' - 9"

SF1

1'
 -

 3
"

6'
 -

 9
"

2'
 -

 6
"

5' - 0"

5' - 0"

SF6

2'
 -

 1
0"

5'
 -

 2
"

EQ EQ

6' - 7"

-LEGEND-

GLASS FILM

SPANDREL

GLASS

LEVEL 1
0' - 0"

W3

4' - 0"4' - 0"

3'
 -

 0
"

5'
 -

 0
"

2'
 -

 6
"

6'
 -

 9
"

1'
 -

 3
"

EQ EQ EQ

10' - 7"

SF4

.

NON-COMBUSTIBLE BLOCKING -
TYP.

A7.01

8

HINGED SPRING BRACKET. 2
PER WORK SURFACE

2' - 0 3/4"

2
' -

 1
0
"

FOLDED POSITION ON WALL

FLOOR LINE

PLAN SECTION

VERIFY WITH
CABINET MFR

V
E

R
IF

Y
 W

IT
H

 C
A

B
IN

E
T

 M
F

R
.

R
.O

.

VERIFY WALL RATING REQ-D. 1-
HR SHOWN

COORD W/ SPEC FOR  SIZE OF
CABINET

SEE PLAN FOR WALL
TYPE

FIRE EXTINGUISHER
AND CABINET

GYP. BD (TYP) WRAP
AROUND BACK SIDE OF
CABINET AT RATED WALLS

10"

6 
1/

4"

2'
 -

 0
 1

/2
"

9 1/2"

DOOR

RESILIENT FLOORING

RUBBER TRANSITION STRIP

CARPET

0'
 -

 0
 1

/2
" 

M
A

X
.

LINE OF WALL

ADJUSTABLE SHELVING

DOOR, SEE ELEVATION

F
A

C
E

 O
F

 B
A

C
K

1/2" BACK PANEL

NON-COMBUSTIBLE BLOCKING -
TYP.

NON-COMBUSTIBLE BLOCKING -
TYP.

CEILING LINE - SEE CEILING PLAN FOR
HEIGHT

1
' 

- 
0

"
2

' 
- 

6
"

S
E

E
 E

LE
V

A
T

IO
N

S
V

A
R

IE
S

CLR.

1' - 1"

LAPTOP SLOT

4
 3

/4
"

V
A

R
IE

S
S

E
E

 E
LE

V
A

T
IO

N
S

CLR

FLEX CONDUIT - HOLD TIGHT TO CABINET AND PERP. TO WALL - PAINT

UNDER CABINET LIGHT FIXTURE - SEE ELECTRICAL
PLANS

LINE OF WALL

NON-COMBUSTIBLE BLOCKING - TYP.

FLUSH DOORS

ADJUSTABLE SHELVING

1/2" BACK PANEL

NON-COMBUSTIBLE BLOCKING - TYP.

CEILING LINE

F
A

C
E

 O
F

B
A

C
K

1' - 1"

1
' 

- 
0 

1
/8

"
2

' 
- 

2 
7

/8
"

3"

1'
-8

" 
U

.N
.O

.
T

O
 C

O
U

N
T

E
R

LINE OF WALL

FLUSH DOORS

FASCIA W/
P.LAM FACE

1/
4"

3"

1'
 -

 6
"

1'
 -

 8
"
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DOOR SCHEDULE

DOOR # ROOM NAME

DOOR FRAME

FIRE
RATING HDWR COMMENTS

SIZE

TYPE MATERIAL TYPE MATERIALWIDTH HEIGHT
(E)01 STAFF BREAK 3' - 0" 7' - 0" (E) (E) (E) (E) - (E) RELOCATED EXISTING

(E)02 HALL 3' - 6" 7' - 0" (E) (E) (E) (E) - (E) RELOCATED EXISTING

010A CLINIC ENTRY 3' - 0" 7' - 8 1/4" - AL - AL - 1 STOREFRONT DOOR

011 ENTRY HALL 3' - 0" 7' - 0" A WD 1 HM - 2

020 VITALS 4' - 0" 7' - 0" - - 1 HM - - HM FRAME, NO DOOR

021 BEHAVORIAL HEALTH 3' - 0" 7' - 0" A WD 1 HM - 3

022 BEHAVORIAL HEALTH 3' - 0" 7' - 0" A WD 1 HM - 3

023 EXAM ROOM 3' - 0" 7' - 0" A WD 1 HM - 3

024 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

025 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

026 PATIENT TOILET 3' - 6" 7' - 0" A WD 1 HM - 4

028 OFFICE 3' - 0" 7' - 0" A WD 1 HM - 5

029 GAS STORAGE 3' - 0" 7' - 0" A WD 1 HM 1 HR 6 UNDERCUT DOOR FOR VENTILATION COORDINATE WITH MECH.

030 DENTAL EQUIP 3' - 0" 7' - 0" A WD 1 HM - 7

031 PANOREX 4' - 0" 7' - 0" - - 1 HM - - HM FRAME, NO DOOR

032 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

033 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

034 EXAM ROOM 3' - 0" 7' - 0" A WD 1 HM - 3

035 EXAM ROOM 3' - 0" 7' - 0" A WD 1 HM - 3

036 BEHAVORIAL HEALTH 3' - 0" 7' - 0" A WD 1 HM - 3

Grand total: 20

 1/4" = 1'-0"

TYPES - DOORS
 1/4" = 1'-0"

TYPES - FRAMES

 1/4" = 1'-0"

TYPES - WINDOWS

 1/4" = 1'-0"

TYPES - STOREFRONT

GENERAL NOTES

1. COORDINATE FRAME SIZES WITH WALL THICKNESS AT NEW AND
EXISTING CONDITIONS

2. WINDOW SIZES SHOWN ARE GLASS OPENING DIMENSIONS

3. PROVIDE SAFETY GLAZING WHERE REQUIRED BY BUILDING CODE

ABBREVIATIONS

AL ALUMINUM

FF FACTORY FINISH

GL GLASS

HM HOLLOW METAL

MFR MANUFACTURER

MTL METAL

PFM PREFINISHED METAL FRAM

PT PAINT

SC SOLID CORE

SGF SOLID GROUT FRAME

SMOKE S LABEL (SMOKE LABEL)

WD WOOD

20 MIN 20 MIN. UL RATED DOOR ASSEMBLY

45 MIN 45 MIN. UL RATED DOOR ASSEMBLY

60 MIN 60 MIN. UL RATED DOOR ASSEMBLY

90 MIN 90 MIN. UL RATED DOOR ASSEMBLY

 1 1/2" = 1'-0"A7.01

4 FOLDING EXAM ROOM WORK SURFACE

 1/2" = 1'-0"A7.01

1 STANDARD MOUNTING HEIGHTS

 1 1/2" = 1'-0"A7.01

2 FIRE EXTINGUISHER CABINET

 12" = 1'-0"A7.01

3 CARPET/RESILIENT FLOOR TRANSITION

 1" = 1'-0"A7.01

5 WALL CABINET w/ LAPTOP SLOT

 1" = 1'-0"A7.01

6 WALL CABINET UNDERCOUNTER LIGHT

 1 1/2" = 1'-0"A7.01

7 EXAM ROOM BENCH

 6" = 1'-0"A7.01

8 TYPICAL COUNTER EDGES

 1" = 1'-0"A7.01

9 BASE CABINET AT SINK

 1" = 1'-0"A7.01

10 WORK COUNTER WITH BRACE

 3" = 1'-0"A7.01

11 SOFFIT - BULK HEAD

 1" = 1'-0"A7.01

12 BC - 2 DRAWER FILE CABINET
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SYMBOL DESCRIPTION    ELECTRICAL

HRU-1

   HEAT RECOVERY UNIT WITH DIRECT PROPANE-FIRED REHEAT    208 V/ 3 PHASE

   SUPPLY FAN: 3,500 CFM AT  1.0 IN. E.S.P. WITH VFD    5 HP SUPPLY FAN MOTOR.

   EXHAUST FAN: 3,100 CFM AT  1.0 IN. E.S.P. WITH VFD    208 V/ 3 PHASE

   HEATER:  INDIRECT GAS-FIRED; STAINLESS STEEL HEAT EXCHANGER    3 HP EXHAUST FAN MOTOR.

   HEATING: 75 F LAT; 148 MBH OUTPUT CAPACITY., MIN. 80% EFFICIENCY,   2 PSI GAS PRESSURE    UNIT FLA: 30

   DX COOLING COIL; SPLIT SYSTEM; PROVIDE WITH STAINLESS STEEL DRAIN PAN.    MCA: 34

   COOLING:  EAT  84/62,   LAT 68/58.5,   12 MAX FPI,

   SENSIBLE HEAT RECOVERY WHEEL SUMMER PERFORMANCE: 94/66 EAT, 75/62 RAT, 84/62.7 LAT, 87.5/66.2 EAT

   SENSIBLE HEAT RECOVERY WHEEL WINTER PERFORMANCE: -10 EAT, 70 RAT, 30 LAT, 25 EAT

   PROVIDE ECONOMIZER, HEAT WHEEL FROST SENSOR, MOTOR STARTER, DISCHARGE

   AIR TEMPERATURE GAS CONTROL SYSTEMS, CONVENIENCE OUTLET, INTERLOCK RELAYS.

   PROVIDE 2 IN MERV 8 FILTER ON OSA  AND 2 IN MERV 8 FILTER ON RETURN AIR TO PROTECT HEAT RECOVERY WHEEL

   PROVIDE 4 IN MERV 13 FILTER ON SUPPLY AIR

   ALL PREMIUM EFFICIENCY MOTORS

   APPROXIMATE OPERATING WEIGHT:    2000 LB.

   BASIS OF DESIGN: AAON RN-009

EXISTING HEAT RECOVERY UNIT EQUIPMENT SCHEDULE-USE FOR AIRBALANCING ONLY

HEAT AIR MIN FAN BASIS MAX.

PUMP FLOW OSA E.S.P. TOTAL SENS. HEATING AUX. OF WT.

SYMBOL AREA SERVED UNIT (CFM) (CFM) (IN.H20)  (MBH) (MBH) (F DB) (F WB) (MBH) (MBH) HEATING DESIGN (LBS) VOLT/PH MCA

   FC-1    STAFF LOUNGE AC-1 300 35 0.40 7.4 75.0 62.0 70.0 4.2 EDH-1 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-2

   EXAM 1,2,3,4

AC-1 680 160 0.40 19.5 75.0 62.0 70.0 9.5 EDH-2 DAIKIN FXMQ24PVJU 80 208/1 1.8

   FC-3    OFFICE MANAGER AC-1 230 20 0.40 1.4 75.0 62.0 70.0 1.5 EDH-3 DAIKIN FXMQ07PVJU 60 208/1 0.6

   FC-4

   TEAM 1,2 & NURSE STATION

AC-1 300 100 0.40 8.0 75.0 62.0 70.0 7.2 EDH-4 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-5    RECEPTION AC-1

1,300

115 0.40 34.0 75.0 62.0 70.0 5.4 EDH-5 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-6

   EXAM 5,6,7,8,9,10 &11

AC-1 300 375 0.40 7.6 75.0 62.0 70.0 3.2 EDH-6 DAIKIN FXMQ48PVJU 110 208/1 3.4

   FC-7    LOBBY AC-1

1,300

220 0.40 38.1 75.0 62.0 70.0 3.3 DAIKIN FXMQ48PVJU 110 208/1 3.4

   FC-8    PROCEDURE AC-1 240 75 0.40 4.7 75.0 62.0 70.0 1.3 EDH-8 DAIKIN FXMQ07PVJU 60 208/1 0.6

   FC-9

   EXAM 1,2 DR BAILEY OFFICE

AC-1 670 255 0.40 18.4 75.0 62.0 70.0 4.0 EDH-9 DAIKIN FXMQ24PVJU 80 208/1 1.8

   FC-10    RETAIL AC-1 300 145 0.40 9.4 75.0 62.0 70.0 1.1 EDH-10 DAIKIN FXMQ12PVJU 60 208/1 0.6

   FC-12    LOBBY AC-1

2,000

260 0.40 46.9 75.0 62.0 70.0 3.9 DAIKIN FXMQ72PVJU 310 208/1 9.0

   FC-13    NURSE STATION AC-1 300 65 0.40 7.6 75.0 62.0 70.0 2.6 EDH-13 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-14

   EXAM 1,2 DR ROSE OFFICE

AC-1 300 115 0.40 8.6 75.0 62.0 70.0 1.5 EDH-14 DAIKIN FXMQ12PVJU 60 208/1 0.6

   FC-15    CONSULT AC-1 300 65 0.40 8.0 75.0 62.0 70.0 7.7 EDH-15 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-16    CONFERENCE ROOM B AC-1 300 100 0.40 6.2 75.0 62.0 70.0 2.1 EDH-16 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-17    CONFERENCE ROOM A AC-1 300 100 0.40 6.6 75.0 62.0 70.0 1.1 EDH-17 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-18    MDF AC-1 610 20 0.40 11.9 75.0 62.0 70.0 0.7 EDH-18 DAIKIN FXMQ18PVJU 80 208/1 1.6

   FC-19    HOSPITAL STORAGE AC-1 300 50 0.40 6.4 75.0 62.0 70.0 2.9 EDH-19 DAIKIN FXMQ09PVJU 60 208/1 0.6

   FC-20

   TREATMENT 1,2,3,4

AC-1 600 200 0.40 13.3 75.0 62.0 70.0 1.6 EDH-20 DAIKIN FXMQ18PVJU 80 208/1 1.6

   FC-21    STAFF LOUNGE AC-1 300 85 0.40 8.8 75.0 62.0 70.0 4.5 EDH-21 DAIKIN FXMQ12PVJU 60 208/1 0.6

   FC-22    RECEPTION AC-1 300 50 0.40 10.0 75.0 62.0 70.0 9.5 EDH-22 DAIKIN FXMQ07PVJU 60 208/1 0.6

   FC-23

   OFFICE 1,2

AC-1 260 90 0.40 3.3 75.0 62.0 70.0 4.1 EDH-23 DAIKIN FXMQ07PVJU 60 208/1 0.6

   FC-24    PT GYM AC-1 660 275 0.40 18.0 75.0 62.0 70.0 14.5 EDH-24 DAIKIN FXMQ24PVJU 80 208/1 1.8

EXISTING BUILDING FAN COIL SCHEDULE-USE FOR AIR BALANCING ONLY

COOLING HEATING

ENT.  AIR ENT.  AIR ELECTRICAL
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