
CONCRETE SLAB - SEE
STRUCTURAL

VAPOR RETARDER

CRUSHED GRAVEL-
SEE GEOTECH/ STRUCT.

T.O. SLAB
LEVEL 1

FINISHED FLOORING SEE FINISH
SCHEDULE

R
E

: G
E

O
T

E
C

H
5"

SUBGRADE CRUSHED GRAVEL-
SEE GEOTECH/ CIVIL

2x2 WD TRIM

SEALANT

1

A6.01

THRU-FLASHING WITH HEMMED EDGE

LAP WRB OVER AND TAPE

6"

1"

1

A6.01

8'-0"
ABOVE LEVEL 1

CONTINUOUS INSECT SCREEN- ADHERE TO WALL

HORIZONTAL 2X2 WOOD FURRING

MAINTAIN 1/2" SPACE FOR AIR CIRCULATION

SAM OVER METAL FLASHING AND WRB

CONTINUOUS 1X8 HEAD TRIM

1X3 BATTEN

A6.01

1

SST FLASHING WITH HEMMED EDGE OVER WRB- TAPE
TO WRB

1

A6.01

LEVEL 1

TAPE METAL FLASHING TO SAM

INSECT SCREEN TAPE TO WRB

1x4 WOOD TRIM

RIGID INSULATION OVER FLUID APPLIED
WATERPROOFING

PREFINISHED BRAKE METAL TRIM

INSECT SCREEN

FIBERCEMENT SOFFIT

WRB

FRAMING SEE STRUCTURAL

WRAP CORNER WITH SAM

SEALANT

1

A6.01

CONT. RIGID INSULATION

0"

1"

1x3 WD TRIM

5
/8

"

SEALANT

A6.01

1

5 1/2"

5
 1

/2
"

WRAP OUTSIDE CORNER WITH SAM
(TYP)

2x CORNER BOARDS

FIBERCEMENT
SOFFIT

WRB

FRAMING SEE STRUCTURAL

WRAP CORNER
WITH SAM

2x2 WD TRIM

CONT. RIGID
INSULATION

8'-0"
ABOVE LEVEL 1

1

A6.01

5/4 WD TRIM- RIP TO FIT

FF SAM- WRAP INTO R.O.

1
/2

"

3
/8

"

THRU-FLASHING WITH
HEMMED EDGE

LAP WRB OVER AND TAPE

CONTINUOUS INSECT SCREEN-
ADHERE TO WALL

SAM OVER METAL FLASHING
AND WRB

CONTINUOUS 1X8 OVER 1X
BLOCKING

NOTES:
1. EPDM RUBBER STRIPS TO BE INSTALLED ON ALL PLYWOOD FURRING
2. ALL DIMENSIONS ARE TYPICAL

2x HORIZONTAL FURRING TO BE SECURED TO WOOD
FRAMING

VERTICAL PLYWOOD FURRING TO BE SECURED TO 2x
HORIZONTAL FURRING
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6

A6.01

EQ. EQ.

3' - 11 1/2"

0"

3' - 11 1/2"

4
' 
- 

0
"

5
' 
- 

5
 1

/2
"

3
' 
- 

0
"

1"
1"

1' - 11 1/2" 1' - 11 1/2" 1' - 11 1/2" 1' - 11 1/2"

0"0"
0"

10

A6.01

1"

9

A6.01

6

A6.01

WRB OVER WATERPROOFING AND RIGID
INSULATION

NOTE:
SEE STRUCTURAL FOR SHEAR WALL LOCATIONS AND SHEATHING REQUIREMENTS

RIGID INSULATION OVER FLUID APPLIED
WATERPROOFING

VAPOR RETARDER

SST FLASHING WITH HEMMED EDGE OVER
WRB- TAPE TO WRB

1

A6.01

S
E

E
 S

T
R

U
C

T
.

S
E

E
 S

T
R

U
C

T
.

A6.01

2

1

A6.01

1X3 BATTEN

1/2" P.T. VERTICAL FURRING

2X2 HORIZONTAL FURRING

WRB

2x6 WOOD STUDS AT 16" O.C. (UNLESS NOTED
OTHERWISE)

R-19 THERMAL BATT INSULATION

5/8"  GWB

VAPOR RETARDER

FIBERCEMENT PANEL

NOTE:
SEE STRUCTURAL FOR SHEAR WALL LOCATIONS AND SHEATHING REQUIREMENTS

1 1/2" RIGID INSULATION

EXTERIOR SHEATHING

1/2" P.T. VERTICAL PLYWOOD FURRING

2x2 HORIZONTAL FURRING

1X3 BATTEN

2X LOOKOUT

2x FASCIA- SEE STRUCTURAL FOR ADDITIONAL
REQUIREMENTS

19
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SIM.

6"

2 
1/

2"

1/2"

PREFINISHED METAL DRIP EDGE

6"
PREFINISHED METAL FASCIA WITH DRIP

PREFINISHED METAL TIM W/ CLEAT

PREFINISHED METAL SOFFIT VENT

PREFINISHED FIBERCEMENT SOFFIT

PREFINISHED GUTTER (MATCH SIZE AT
HOSPITAL -V.I.F.)

2X OUTRIGGER- SEE STRUCTURAL

2x FASCIA- SEE STRUCTURAL FOR
ADDITIONAL REQUIREMENTS

PREFINISHED METAL DRIP
EDGE

PREFINISHED METAL FASCIA WITH DRIP

PREFINISHED METAL TIM W/ CLEAT

PREFINISHED FIBERCEMENT SOFFIT

M
A

T
C

H
 N

O
R

T
H

 A
N

D
 S

O
U

T
H

 F
A

S
C

IA

SIM.

15

A6.01

SEE RCP

2X BLOCKING W/ VENT SLOTS- SEE
STRUCTURAL

2X4 @ 24" O.C.

1/2"

PREFINISHED METAL TIM W/ CLEAT

SEALANT

SEALANT

1/
2"

SPECIFIED RIDGE VENT

PLYWOOD SHEATHING
(SEE STRUCTURAL)

ROOF TRUSS (SEE
STRUCT)

ASPHALT SHINGLES OVER
UNDERLAYMENT

PER RIDGE VENT MANUFACTURER'S 
WRITTEN INSTRUCTIONS

NOTE:
HOLD RIDGE VENT BACK 4'-0" FROM NEW WEST EXTERIOR WALL

ASPHALT SHINGLES OVER UNDERLAYMENT

PLYWOOD SHEATHING (SEE STRUCTURAL)

ROOF TRUSS (SEE STRUCT)

BATT INSULATION

VAPOR RETARDER

ASPHALT SHINGLES OVER UNDERLAYMENT

PLYWOOD SHEATHING (SEE STRUCTURAL)

WOOD I JOIST (SEE STRUCTURAL)

5/8" GWB OVER METAL FURRING

CONTINUOUS VENTILATION BAFFELS FOR
UNRESTRICTED AIR FLOW FROM SOFFIT

VAPOR BARRIER

4

BLOCKING TO PROVIDE 4 SQ. INCHES
OF VENTILATION BETWEEN WOOD I
JOISTS AND TRUSSES (TYP)- SEE
STRUCTURAL

WEB STIFFENER- SEE STRUCTURAL

2x FASCIA- SEE STRUCTURAL FOR ADDITIONAL
REQUIREMENTS

SIM.

6"

2
 1

/2
"

1/2"

PREFINISHED METAL DRIP EDGE

0' - 6"

PREFINISHED GUTTER (MATCH SIZE AT
HOSPITAL -V.I.F.)

PREFINISHED METAL FASCIA WITH DRIP

PREFINISHED METAL TIM W/ CLEAT

PREFINISHED METAL SOFFIT VENT

PREFINISHED FIBERCEMENT SOFFIT

6"

9 1/2"

6
 1

/2
"
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 3" = 1'-0"A6.01

4 CONCRETE SLAB

 3" = 1'-0"A6.01

14 INSIDE CORNER AT FIBERCEMENT
 3" = 1'-0"A6.01

9 RAINSCREEN THRU-FLASHING

 3" = 1'-0"A6.01

10 FIBERCEMENT PANEL VERTICAL JOINT

 3" = 1'-0"A6.01

2 EXTERIOR WALL AT LEVEL

 3" = 1'-0"A6.01

8 FIBERCEMENT WALL TO SOFFIT DETAIL1

 3" = 1'-0"A6.01

11 OUTSIDE CORNER AT FIBERCEMENT

 3" = 1'-0"A6.01

5 DROPPED HEADER DETAIL AT EXTERIOR SOFFIT

 3/4" = 1'-0"A6.01

7 TYPICAL FIBERCEMENT ELEVATION

 1 1/2" = 1'-0"A6.01

3 FIBERCEMENT PANEL AT GRADE

 3" = 1'-0"A6.01

6 FIBERCEMENT PANEL HORIZONTAL JOINT

 3" = 1'-0"A6.01

1 TYPICAL EXTERIOR WALL4

 3" = 1'-0"A6.01

18 EAVE DETAIL AT WOOD TRUSS

 3" = 1'-0"A6.01

13 RAKE DETAIL

 3" = 1'-0"A6.01

12 RIDGE VENT DETAIL

 3" = 1'-0"A6.01

15 ROOF ASSEMBLY (TYP)

 3" = 1'-0"A6.01

19 ROOF ASSEMBLY AT CLINIC ENTRY

 1 1/2" = 1'-0"A6.01

17 ROOF DETAIL AT VESTIBULE

 3" = 1'-0"A6.01

16 EAVE DETAIL AT WOOD I JOIST

1
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