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INTERIOR DETAILS,
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DOOR SCHEDULE

DOOR # ROOM NAME

DOOR FRAME

FIRE
RATING HDWR COMMENTS

SIZE

TYPE MATERIAL TYPE MATERIALWIDTH HEIGHT
(E)01 STAFF BREAK 3' - 0" 7' - 0" (E) (E) (E) (E) - (E) RELOCATED EXISTING

(E)02 HALL 3' - 6" 7' - 0" (E) (E) (E) (E) - (E) RELOCATED EXISTING

010A CLINIC ENTRY 3' - 0" 7' - 8 1/4" - AL - AL - 1 STOREFRONT DOOR

011 ENTRY HALL 3' - 0" 7' - 0" A WD 1 HM - 2

020 VITALS 4' - 0" 7' - 0" - - 1 HM - - HM FRAME, NO DOOR

021 BEHAVORIAL HEALTH 3' - 0" 7' - 0" A WD 1 HM - 3

022 BEHAVORIAL HEALTH 3' - 0" 7' - 0" A WD 1 HM - 3

023 EXAM ROOM 3' - 0" 7' - 0" A WD 1 HM - 3

024 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

025 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

026 PATIENT TOILET 3' - 6" 7' - 0" A WD 1 HM - 4

028 OFFICE 3' - 0" 7' - 0" A WD 1 HM - 5

029 GAS STORAGE 3' - 0" 7' - 0" A WD 1 HM 1 HR 6 UNDERCUT DOOR FOR VENTILATION COORDINATE WITH MECH.

030 DENTAL EQUIP 3' - 0" 7' - 0" A WD 1 HM - 7

031 PANOREX 4' - 0" 7' - 0" - - 1 HM - - HM FRAME, NO DOOR

032 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

033 DENTAL 3' - 0" 7' - 0" A WD 1 HM - 3

034 EXAM ROOM 3' - 0" 7' - 0" A WD 1 HM - 3

035 EXAM ROOM 3' - 0" 7' - 0" A WD 1 HM - 3

036 BEHAVORIAL HEALTH 3' - 0" 7' - 0" A WD 1 HM - 3

Grand total: 20

 1/4" = 1'-0"

TYPES - DOORS
 1/4" = 1'-0"

TYPES - FRAMES

 1/4" = 1'-0"

TYPES - WINDOWS

 1/4" = 1'-0"

TYPES - STOREFRONT

GENERAL NOTES

1. COORDINATE FRAME SIZES WITH WALL THICKNESS AT NEW AND
EXISTING CONDITIONS

2. WINDOW SIZES SHOWN ARE GLASS OPENING DIMENSIONS

3. PROVIDE SAFETY GLAZING WHERE REQUIRED BY BUILDING CODE

ABBREVIATIONS

AL ALUMINUM

FF FACTORY FINISH

GL GLASS

HM HOLLOW METAL

MFR MANUFACTURER

MTL METAL

PFM PREFINISHED METAL FRAM

PT PAINT

SC SOLID CORE

SGF SOLID GROUT FRAME

SMOKE S LABEL (SMOKE LABEL)

WD WOOD

20 MIN 20 MIN. UL RATED DOOR ASSEMBLY

45 MIN 45 MIN. UL RATED DOOR ASSEMBLY

60 MIN 60 MIN. UL RATED DOOR ASSEMBLY

90 MIN 90 MIN. UL RATED DOOR ASSEMBLY

 1 1/2" = 1'-0"A7.01

4 FOLDING EXAM ROOM WORK SURFACE

 1/2" = 1'-0"A7.01

1 STANDARD MOUNTING HEIGHTS

 1 1/2" = 1'-0"A7.01

2 FIRE EXTINGUISHER CABINET

 12" = 1'-0"A7.01

3 CARPET/RESILIENT FLOOR TRANSITION

 1" = 1'-0"A7.01

5 WALL CABINET w/ LAPTOP SLOT

 1" = 1'-0"A7.01

6 WALL CABINET UNDERCOUNTER LIGHT

 1 1/2" = 1'-0"A7.01

7 EXAM ROOM BENCH

 6" = 1'-0"A7.01

8 TYPICAL COUNTER EDGES

 1" = 1'-0"A7.01

9 BASE CABINET AT SINK

 1" = 1'-0"A7.01

10 WORK COUNTER WITH BRACE

 3" = 1'-0"A7.01

11 SOFFIT - BULK HEAD

 1" = 1'-0"A7.01

12 BC - 2 DRAWER FILE CABINET
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