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MFIA PANEL SCHEDULE
mounting location connected load amps
RECESSED HALLWAY 94
phase bus & main calculated load amps
120/208V 3 225A MLO 94
C va alp no. abc | no alp va senvice C
2 |RECEPT - STAFF BREAK 540( 20/1 1 | 2 20/1 1080|RECEPT - DENTAL 2
3 |COFFEE MAKER 750 20/ 3 * 4 20/1 1440|DENTAL CHAIR 5
6 |REFRIGERATOR 750 20/ 5 86 20/1 1080|RECEPT - DENTAL 2
2 |RECEPT - OFFICE 360( 20/1 7 | 8 20/1 1440|DENTAL CHAIR 5
2 |RECEPT - HALL 900( 20/1 9 * 10 20/1 900|RECEPT - DENTAL 2
2 |RECEPT - VITALS 720| 20/ 11 112 20/1 1440|DENTAL CHAIR 5
2 |RECEPT - BEHAVIORAL 540( 20/1 13 |* 14 20/1 1080|RECEPT - DENTAL 2
2 |RECEPT - BEHAVIORAL 540( 20/1 15 * 16 20/1 1440|DENTAL CHAIR 5
2 |RECEPT - BEHAVIORAL 540( 20/1 17 *1 18 20/1 1800|PANOREX 5
2 |RECEPT - EXAM 540( 20/1 19 |* 20 30/2 1664 DENTAL COMPRESSOR 6
2 |RECEPT - EXAM 540( 20/1 21 * 22 * 1664 |* 6
2 |RECEPT - EXAM 540( 20/1 23 24 20/2 1560 DENTAL VACUUM 6
2 |RECEPT - DENTAL EQUIPMENT 360( 20/1 25 |* 26 * 1560|* 6
1 |LIGHTS - EXAM, DENTAL, BEHAV. | 1023| 20/1 27 * 28 20/1 600|DENTAL EQUIPMENT 5
1 |LIGHTS - STAFF, OFFICE, TOILET 271 20/1 29 * 30 20/1 960|DENTAL EQUIPMENT 5
5 |LCP-F 500( 20/1 31 | 32 20/1 960|DENTAL EQUIPMENT 5
6 |REFRIGERATOR 750 20/ 33 * 34 20/1 960|DENTAL EQUIPMENT 5
5 |GAS STORAGE EQUIPMENT 240( 20/1 35 * 36 20/1 960|DENTAL EQUIPMENT 5
3 |INSTA-HOT 750 20/ 37 |* 38 20/1 SPARE
SPARE 20/1 39 * 40 20/1 SPARE
SPARE 20/1 41 * 42 20/1 SPARE
SPACE 43 |* 44 SPACE
SPACE 45 * 46 SPACE
SPACE 47 * 48 SPACE
SPACE 49 |* 50 SPACE
SPACE 51 * 52 SPACE
SPACE 53 * 54 SPACE
SPACE 55 |* 56 30/3 0|TVSS 5
SPACE 57 * 58 * ol 5
SPACE 59 * 60 * ol 5
Phase A 11374 VA NOTES: line-line voltage
Phase B 11507 VA 208
Phase C 10861 VA THRU-FEED LUGS largest motor (va)
Total Connected 33742 VA 0
load code: ph. A | ph. B ph. C total | factor calculated load (va)
1. LIGHTS= 0l 1023 271 VA 1294 1.25 1618
2. RECEPT.= 4500 2880 2880 VA 10260|1 + 0.5 10130
3. HEATING= 750 750 0 VA 1500( 1.00 1500
4. KITCHEN= 0 0 0 VA 0| 1.00 0
5. EQUIP.= 2900| 4440 5400 VA 12740 1.00 12740
6. MOTORS= 3224 2414 2310 VA 7948 * 7948
7. MISC= 0 0 0 VA 0| 1.00 0
(* 125% of the largest motor + 100% of the balance) TOTAL = 33936
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MFIA PANEL SCHEDULE

panel mounting location connected load amps
2G RECESSED HALLWAY 114
voltage phase bus & main calculated load amps
120/208V 3 225A MLO 114
Cc sernvice va alp no. abc | no. alp va senice C
SPARE 20/1 1 | 2 15/1 500|ERP-105E 3
3 |EDH-210 1000 15/2 3 * 4 15/1 500|ERP-105F 3
3 |* 1000f * 5 6 20/1 SPARE
3 |EDH-211 3000| 30/2 7 | 8 20/1 SPARE
31" 3000 * 9 * 10 15/2 63|BS-200 5
3 |EDH-225 3000| 30/2 11 12 * 63|* 5
3 |* 3000 * 13 | 14 15/2 146|FCU-210 6
3 |EDH-227 4000| 40/2 15 * 16 * 146|* 6
3 |* 4000 * 17 *1 18 15/2 166|FCU-211 6
3 |EDH-236 2000| 25/2 19 | 20 * 166|* 6
31" 2000 * 21 * 22 15/2 187|FCU-223 6
3 |FT-210 550 15/2 23 | 24 * 187|* 6
3 |* 550 ~* 25 |* 26 15/2 187|FCU-225 6
3 |FT-211 750 15/2 27 * 28 * 187|* 6
31" 750 * 29 *I 30 15/2 187|FCU-227 6
SPARE 20/1 31 | 32 * 187|* 6
SPARE 20/1 33 * 34 15/2 187|FCU-236 6
3 |ERP-105A 500( 15/1 35 *l 36 * 187|* 6
3 |ERP-105B 500( 15/1 37 | 38 30/2 3000|EDH-223 3
3 |ERP-105C 500( 15/1 39 * 40 * 3000(* 3
3 |ERP-105D 500( 15/1 41 *| 42 15/2 52|WFC-227 6
3 |HEAT TRACE ( FUTURE ) 500( 20/1 43 |* 44 * 52|* 6
3 |HEAT TRACE ( FUTURE ) 500( 20/1 45 * 46 SPACE
SPACE 47 * 48 SPACE
SPACE 49 |* 50 SPACE
SPACE 51 * 52 SPACE
SPACE 53 *l 54 SPACE
SPACE 55 |* 56 SPACE
SPACE 57 * 58 SPACE
SPACE 59 * 60 SPACE
Phase A 13788 VA NOTES: line-line voltage
Phase B 16020 VA 208
Phase C 11142 VA largest motor (va)
Total Connected 40950 VA 0
load code: ph. A | ph. B ph. C total | factor calculated load (va)
1. LIGHTS= 0 0 0 VA ol 1.25 0
2. RECEPT.= 0 0 0 VA 0[1+0.5 0
3. HEATING= 13050| 15250 10300 VA 38600 1.00 38600
4. KITCHEN= 0 0 0 VA 0| 1.00 0
5. EQUIP.= 0 63 63 VA 126| 1.00 126
6. MOTORS= 738 707 779 VA 2224 * 2224
7. MISC= 0 0 0 VA 0| 1.00 0
(* 125% of the largest motor + 100% of the balance) TOTAL = 40950
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LOAD SUMMARY — "2MDS”

EXISTING LOAD:  285.5 AMPS
PANEL "2F": 94.0 AMPS
PANEL "2G™: 114.0 AMPS
VRF-200: 39.3 AMPS
TOTAL: 532.8 AMPS

m PARTIAL ONE—LINE DIAGRAM

FA(( / 120/208V, 3PH, 4W

PLAN NOTES

INTERCEPT EXISTING 2°C AND EXTEND TO PANEL "2F"

INSTALL FEEDER FROM PANEL "2F" TO NEW CIRCUIT
BREAKER IN "2MDS".

INSTALL NEW CIRCUIT BREAKER IN EXISTING PANEL SPACE.
22K A.l.C. RATED.

PROVIDE PANEL WITH INTEGRAL T.V.S.S.
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