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NOTE: EXISTING WORK

SHOWN FOR AIR BALANCING ONLY
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mHVAC WORK FLOOR PLAN — EXISTING BUILDING

M212 SCALE: 1/4" = 1"-0"

GENERAL NOTES:

THE EXISTING HEAT RECOVERY UNIT EXHAUST
AND OUTSIDE AIR DUCTWORK SHALL BE AIR
BALANCE AFTER THE COMPLETION OF THE NEW
ADDITION INSTALLATION.

BALANCE EXHAUST FLOWS BASED ON AIRFLOW
SHOWN ON THESE PLANS AND THE OUTSIDE AIR
VENTILATION AIRFLOW SHOWN ON THE EXISTING
FAN—COIL UNITS SCHEDULE ON MO0.04.

(x) MECHANICAL KEYED NOTES:

1.

VRF CONDENSING UNIT IN MECHANICAL ROOM.
PROVIDE VIBRATION ISOLATION AND INSTALL ON
HOUSEKEEPING PAD PER MANUFACTURERS
INSTALLATION REQUIREMENTS.

GAS ROOM EXHAUST ROOF HOOD ON ROOF
CURB. FOR INSTALLATION SEE DETAIL 4/M6.10

|\/ W Consulting Engineers
2007 St:EgAsh St.
IP Portland, OR 97214
A PHN: (503) 234—0548
FAX: (503) 234-0677
INC. WWW.MFIA-ENG.COM
CONTACT: Mariana Galofteanu
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