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GENERAL NOTES:

A. VERIFY ALL EXISTING CONDITIONS RELATIVE TO
THE SCOPE OF WORK. DO NOT FABRICATE
PIPING W/O CONFIRMING SPACE EXISTS, FOR
SIZES REQUIRED.

B. COORDINATE ALL MECHANICAL AND CONTROL
WORK WITH GENERAL CONTRACTOR, CONTROL
CONTRACTOR, ELECTRICAL AND ARCHITECTURAL.

(X) MECHANICAL KEYED NOTES:

1. VRF CONDENSING UNIT IN MECHANICAL ROOM.
PROVIDE VIBRATION ISOLATION AND INSTALL ON
HOUSEKEEPING PAD PER MANUFACTURERS
INSTALLATION REQUIREMENTS. PROVIDED

FLEXIBLE CONNECTOR AND DUCTED PLENUM TO
OUTDOOR AIR LOUVER.

@ 2. GAS STORAGE ROOM EXHAUST ROOF—HOOD.
2 INSTALL ON HIGH ROOF CURB SO DISCHARGE
\20¢/ IS 36 IN ABOVE ROOF SURFACE.
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