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GENERAL NOTES:

A. VERIFY ALL EXISTING CONDITIONS RELATIVE TO THE

SCOPE OF WORK. DO NOT FABRICATE W/O
CONFIRMING SPACE EXISTS, FOR SIZES REQUIRED.

COORDINATE ALL WORK WITH GENERAL
CONTRACTOR, CONTROL CONTRACTOR, ELECTRICAL
AND ARCHITECTURAL.

REFRIGERANT PIPING SHOWN FOR REFERENCE
ONLY. PROVIDE SHOP DRAWINGS SHOWING EXACT
PIPING ROUTING AND PIPE SIZING TO DISTRIBUTION
BOXES AND FAN—COIL UNITS PER

MANUFACTURER’S RECOMMENDATIONS.

MECHANICAL KEYED NOTES:

VRF CONDENSING UNIT IN MECHANICAL ROOM.
ROUTE 3 PIPE REFRIGERANT PIPING TO THE
NEW BRANCH SELECTOR UNIT IN THE NEW
ADDITION. SEE DETAIL 8/M6.10.
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